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Joyce & Craig, 

Attached are the reports for the week of November 28, 2011. 

All air monitoring results came back negative, except there was a positive hit on Friday, December 2, 2011. It was 
chrysolite. 

Please let me know if you have any questions. 

Thanks, 

Mike Shepherd 
Project Manager 
Rocky Mountain Power - Major Projects 
801.220.4584 Office 
801.631.1310 Cell 
801.220.2797 Fax 
michael.shepherd@pacificorp.com 

file://C:\Users\jackerma\AppData\Local\Temp\notes786F30\~web4281.htm 8/21/2012 



ENVIRONMENTAL, INC 

3 W E S T SUBSTATION REMEDIATION PROJECT 

HEALTH SAFETY MANAGER (HSM) 

DATE: 
D A I L Y C H E C K L I S T 

11/28/11 

General 

NA 

NA 

NA 
NA 
NA 
NA 

NA 
NA 

NA 
NA 
NA 
NA 
NA 

121 

EI 
0 

EI 

EI 

El 
EI 

Work area Health and Safety Inspection 
Review and if necessary update Activity Hazard Analyses (AHA) based on planned site 
activities for the day 
Safety Planning or "Tailgate" mandatory meeting for all employees and contractors prior 
to commencement of any site work. Instruction, review hazards, health & safety issues 
and any modifications to the CSHASP 
Site hazard and safety instruction for all first time employees, contractors or visitors 
Complete Employee Meeting Record Form B (where applicable 
Document required Respirator Training completion with Form H 
Record times and numbers of dump trucks and trailers as they leave the site with 
contaminated material. 
Confirm return of waste material manifest documents for each load with site manager. 
Complete all CSHASP Forms (for applicable activities planned for that day) 

Illness/Injury Report Form A 
Site-Specific Training Record Form C 
Hot Work Permit Form D 
Trench/Evacuation Permit Form E 
Combined Space Entry Permit From F 

Exclusion zone operations are practiced as instructed. 
Decontamination unit is working properly. 
Workers are using decontamination unit as instructed. 
Workers use personal protective equipment properly. 

Set air samples at cardinal compass points around exclusion zone. Check 
throughout the day to ensure proper operation. 
Observe control measures for dust and fugitive materials i.e. watering excavation sites and 
track out prevention. 
Review sign-in/sign-out log throughout and at the end of the workday. 
Secure the site at the end of the workday 

Sampling 

NA 
EI 

NA 

NA 

EI 

Soil Confirmation sampling for any newly excavated areas 
Stationary Air Monitoring during contaminated soil removal around the perimeter of the 
exclusions zone 
Personal Breathing Zone Monitoring on persoimel conducting contaminated dust and soil 
removal 
Digitally photograph each sample location and at any place field sampling personnel 
determined necessary 
Electronically file photo files into the on-site database 



R & R 
ENVIRONMENTAL, INC 

^PACIFICORP 

0 Complete Field Documentation 
EI Field Sample Data Sheets (FSDS) 
0 Logbook 
NA On-site computer database 
0 Label each sample media with a unique number 
0 Seal sample(s) in zip lock plastic bags 
0 Complete and include Chain of Custody (COC) Form required for shipping of samples to 

appropriate laboratory 
0 Package samples for transport I AW SOP 2-1, Packaging and Shipping of Environmental 

Samples 
NA Review and disseminate sample results as received from the laboratories to Project 

Manager and other appropriate managers and employees 
NA Electronically file sample reports into on-site database 



^ P A C I F I L O R P 

Project: 3'-'' West Sub Station 

Location: 3rd West, 1='South, SLC 

Survey Conducted By: lustin Kargis 

3rd v̂ est Substation Site 
Project Safety Audit 

Date: 11/28/11 

Job Number: 

Title: 

Standard Title 
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Corrective Action Taken and 

Date Standard Title a 0 0 

Corrective Action Taken and 

Date 

1926.59 

Hazard Communication Program, List of 

Chemicals, Training, MSDSs. 

X 

1926.500 (b) 
& (d) (old 
standard) 

Guardrails on open sided floors, floor holes 
and runways. 

X 

1926.404 (b) 

Ground fault circuit interrupters or an assured 
equipment grounding conductor program in 
use. 

X 

1926.451 (b) 

The employer shall instruct each employee in 

the recognition and avoidance of unsafe 

conditions. 

X 

1926.451 (d) 

Tubular welded scaffolds shall be properly 

braced so that they are plumb, square and 

rigid; legs on plumb, adjustable, mud sills, etc. 

to support the maximum load; guardrails and 

toeboards shall be installed. 

X 

1926.100 (a) 
Head protection, where there is a possible 
danger of head injury. 

X 
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: 

Corrective Action Taken and 

Date standard Title a a a 
Corrective Action Taken and 

Date 

1926.652 (a) 

(1) 

Excavation protective systems; examination by 
competent person when less than 5 feet in 
depth. 

x 

1926.20 (b) 

(2) 

Employer responsibility to initiate and 

maintain safety and health programs. 

x 

1926.20 (b) 

(1) 

Employer responsibility lo provide for 
frequent and regular inspections by designated 
competent persons. 

X 

1926.451 (e) 

Manually propelled scaffolds shall have tight 
planking for the full width, platforms secured, 
ladder or stairway provided, suitable footing, 
stand plumbs, wheels locked, guardrails and 
toeboards. 

X 

1926.1052 (c) 

(1) 

Stair rail and handrail along each unprotected 
edge. 

X 

1926.25 (a) 

Debris, scrap lumber with protruding nails, 

not cleared for work areas, stairs and around 

structures. 

X 

1926.50 

First aid shall be available in the absence of an 
infirmary, or other that is reasonably 
accessible; first aid supplies shall be accessible 
and telephone numbers posted. 

X 

1926.451 (a) 
(13) 

Scaffolding safe access not provided by ladder 
or equivalent. 

X 

1926.651 (k) 

(1) 

Excavations, protective systems, inspected 
daily by a competent person and as needed. 

X 

1926.403 (b) 

(2) 

Employer shall ensure electrical equipment is 
free from recognized hazards, is suitable, used 
in accordance with the listing, labeling or 
certification. 

X 
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Corrective Action Taken and 

Date Standard Title O O O 

Corrective Action Taken and 

Date 

1926.451 (a) 

(4) 

Scaffolding shall have guardrails and 
toeboards when more than 10 feet high and 
when less than 45 inches of work space. 

X 

1926.405 (g) 

(2) 

Flexible cords shall be used without splice or 
tap; strain relief shall be provided. 

X 

1926.405 (b) 

Electrical boxes, fittings shall have covers, 
faceplates or canopy and holes shall be smooth 
where cords pass through; and unused 
openings in cabinets/boxes shall be closed. 

X 

1926.701 (b) 

Reinforcing steel onto which employees could 

fall shall be guarded. 

X 

1926.1053 (b) 

(1) 

Portable ladder side rails extend at least 3 feet 
or be secured at top. 

X 

1926.651 (j) 

(2) 

Excavations shall have materials or equipment 
placed at least 2 feet from the edge. 

X 

1926.651 (c) 

(2) 

Excavations shall have a safe means of egress 
such as ladders, ramps, etc. 

X 

1926.150 (c) 

(1) 

Portable fire fighting equipment shall be 
provided and extinguishers shall be inspected 
periodically. 

X 

1926.102 (a) 

(1) 

Eye and face protection shall be provided. X 

1926.300 (b) 

(2) 

Guards for power tools shall be used and 
moving parts of equipment shall be guarded. 

X 

1926.350 (a) 

(9) 

Oxygen cylinders in storage shall be separated 
from fuel gas cylinders by at least 20 feet or a 
Vl fire resistance barrier. 

X 
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Corrective Action Taken and 

Date Standard Title a a O 

Corrective Action Taken and 

Date 

1926.405 (a) 

(2) (ii) (e) & 

(f) 

Temporary lights shall be protected from 
breakage, not suspended by their cords and 
extension cord. 

X 

1926.405 (a) 

(2) (ii) (j) 

Extension cords used with portable electric 
tools shall be of three wire type and designed 
for hard or extra hard usage. 

X 

1926.105 (a) 

Workplaces more than 25 feet above the 
ground or water shall have safety nets when 
ladder, safety line/belts, temporary floors, 
scaffolds, catch platform are not practical. 

X 

1926.1051 (a) 

Stairway or ladder shall be provided at all 
access points where there is a break in . 
elevation of 19 inches or more. 

X 

1926.451 (a) 

(2) 

Scaffolding footing or anchorage shall be 
sound, rigid and capable of carrying the 
maximum intended load. 

X 

1926.500 (c) 
(1) (old 
standard) 

Wall opening shall be guarded. X 

1926.404 (f) 

(7) 

Electrical equipment connected by cord and 
plug shall be grounded except if there is an 
isolating transformer of the tool is double 
insulated. 

X 

1926.556 (b) 

(2) 

When working from an aerial lift, a full body 
harness and lanyard attached to the boom or 
basket. 

X 

1926.501 (b) 
(1) (new 
standard) 

Guardrails, safety nets or personal fall arrest 
system shall be used at 6 feet or more. 

X 
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Corrective Action Taken and 

Standard Title a CJ a Date 

1926.451 (a) 
(14) 

Scaffold planking shall extend over their end 
support not less than 6 inches and not more 
than 12 inches. 

X 

1926.602 (a) 

(9) 

Bi-directional earth moving equipment shall 

have audible alarms. 

X 

1926.451 (a) 

(3) 

Scaffolding shall be erected, moved, 
dismantled or altered under the supervision of 
a competent person. 

X 

1926.550 (b) 

(2) 

Cranes, crawler, truck or locomotive, shall 
meet the design, testing, maintenance, and 
operation per ANSI B30.5_1968. The most 
recent certification shall be on file until a new 
one is prepared. 

X 

Comments: 
The exclusion zone was activated after Neman removed some equipment for work in the clean 
zone and fueled some equipment. They continued with concrete demolition in the throughout the 
day, following exclusion zone rules. 
CVE worked on preparing the transformer pedestal forms. 
Mike Shepherd on site to discuss items covered in previous week's meeting. Talked with him 
about plan to recycle demolished concrete and exclusion zone adherence. 
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ENVIRONMENTAL, INC 
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3 W E S T SUBSTATION REMEDIATION PROJECT 

HEALTH SAFETY MANAGER (HSM) 

DATE: 
DAILY CHECKLIST 

11/29/11 

General 
13 Work area Health and Safety Inspection 
NA Review and if necessary update Activity Hazard Analyses (AHA) based on planned site 

activities for the day 
NA Safety Planning or "Tailgate" mandatory meeting for all employees and contractors prior 

to commencement of any site work. Instruction, review hazards, health & safety issues 
and any modifications to the CSHASP 

NA Site hazard and safety instruction for all first time employees, contractors or visitors 
NA Complete Employee Meeting Record Form B (where applicable 
NA Document required Respirator Training completion with Form H 
NA Record times and numbers of dump trucks and trailers as they leave the site with 

contaminated material. 
NA Confirm return of waste material manifest documents for each load with site 

manager. 
NA Complete all CSHASP Forms (for applicable activities plaimed for that day) 

NA Illness/Injury Report Form A 
NA Site-Specific Training Record Form C 
NA Hot Work Permit Form D 
NA Trench/Evacuation Permit Form E 
NA Combined Space Entry Permit From F 
NA Exclusion zone operations are practiced as instructed. 

NA Decontamination unit is working properly. 
NA Workers are using decontamination unit as instructed. 
NA Workers use personal protective equipment properly. 

0 Set air samples at cardinal compass points around exclusion zone. Check 
throughout the day to ensure proper operation. 

0 Observe control measures for dust and fugitive materials i.e. watering excavation sites and 
track out prevention. 

0 Review sign-in/sign-out log throughout and at the end of the workday. 
0 Secure the site at the end of the workday; PacifiCorp Employee 

Sampling 

NA 

NA 

NA 

NA 

Soil Confirmation sampling for any newly excavated areas 
Stationary Air Monitoring during contaminated soil removal around the perimeter of the 
exclusions zone 
Personal Breathing Zone Monitoring on personnel conducting contaminated dust and soil 
removal 
Digitally photograph each sample location and at any place field sampling personnel 
determined necessary 



^PACIFICORP "II R & R 

NA Electronically file photo files into the on-site database 

0 Complete Field Documentation 
0 Field Sample Data Sheets (FSDS) 
0 Logbook 
NA On-site computer database 

0 Label each sample media with a unique number 
0 Seal sample(s) in zip lock plastic bags 
0 Complete and include Chain of Custody (COC) Form required for shipping of samples to 

appropriate laboratory 
0 Package samples for transport lAW SOP 2-1, Packaging and Shipping of Environmental 

Samples 
0 Review and disseminate sample results as received from the laboratories to Project 

Manager and other appropriate managers and employees 
NA Electronically file sample reports into on-site database 



^PACIFICORP 

3rd West Sub Station Project: 
Location: 3rd West, 1st South, SLC 
Survey Conducted By: Jon Craig 

3rd West Substation Site 
Project Safety Audit 

11/29/11 Date: 
Job Number: 
Title: IH Technician 

Standard Title 
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 C
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Corrective Action Taken and 

Date Standard Title a O O 

Corrective Action Taken and 

Date 

1926.59 
Hazard Communication Program, List of 
Chemicals, Training, MSDSs. 

X 

1926.500 (b) 
& (d) (old 
standard) 

Guardrails on open sided floors, floor holes 
and runways. 

X 

1926.404 (b) 

Ground fault circuit interrupters or an assured 
equipment grounding conductor program in 
use. 

X 

1926.451 (b) 

The employer shall instruct each employee in 
the recognition and avoidance of unsafe 
conditions. 

X 

1926.451 (d) 

Tubular welded scaffolds shall be properly 
braced so that they are plumb, square and 
rigid; legs on plumb, adjustable, mud sills, etc. 
to support the maximum load; guardrails and 
toeboards shall be installed. 

X 

1926.100 (a) 
Head protection, where there is a possible 
danger of head injury. 

X 
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Corrective Action Taken and 

Date Standard Title a D a 
Corrective Action Taken and 

Date 

1926.652 (a) 

(1) 

Excavation protective systems; examination by 
competent person when less than 5 feet in 
depth. 

X 

1926.20 (b) 

(2) 

Employer responsibility to initiate and 

maintain safety and health programs. 

X 

1926.20 (b) 

(1) 

Employer responsibility to provide for 
frequent and regular inspections by designated 
competent persons. 

X 

1926.451 (e) 

Manually propelled scaffolds shall have tight 
planking for the full width, platforms secured, 
ladder or stairway provided, suitable footing, 
stand plumbs, wheels locked, guardrails and 
toeboards. 

X 

1926.1052 (c) 

(1) 

Stair rail and handrail along each unprotected 
edge. 

X 

1926.25 (a) 

Debris, scrap lumber with protruding nails, 

not cleared for work areas, stairs and around 

structures. 

X 

1926.50 

First aid shall be available in the absence of an 
infirmary, or other that is reasonably 
accessible; first aid supplies shall be accessible 
and telephone numbers posted. 

X 

1926.451 (a) 

(13) 

Scaffolding safe access not provided by ladder 

or equivalent. 

X 

1926.651 (k) 

(1) 

Excavations, protective systems, inspected 
daily by a competent person and as needed. 

X 

1926.403 (b) 

(2) 

Employer shall ensure electrical equipment is 
free from recognized hazards, is suitable, used 
in accordance with the listing, labeling or 
certification. 

X 
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Corrective Action Taken and 

Date Standard Title a D a 
Corrective Action Taken and 

Date 

1926.451 (a) 

(4) 

Scaffolding shall have guardrails and 
toeboards when more than 10 feet high and 
when less than 45 inches of work space. 

X 

1926.405 (g) 

(2) 

Flexible cords shall be used without splice or 

tap; strain relief shall be provided. 

X 

1926.405 (b) 

Electrical boxes, fittings shall have covers, 
faceplates or canopy and holes shall be smooth 
where cords pass through; and unused 
openings in cabinets/boxes shall be closed. 

X 

1926.701 (b) 

Reinforcing steel onto which employees could 
fall shall be guarded. 

X 

1926.1053 (b) 

(1) 

Portable ladder side rails extend at least 3 feet 
or be secured at top. 

X 

1926.651 (j) 

(2) 

Excavations shall have materials or equipment 
placed at least 2 feet from the edge. 

X 

1926.651 (c) 

(2) 

Excavations shall have a safe means of egress 
such as ladders, ramps, etc. 

X 

1926.150 (c) 

(1) 

Portable fire fighting equipment shall be 
provided and extinguishers shall be inspected 
periodically. 

X 

1926.102 (a) 

(1) 

Eye and face protection shall be provided. X 

1926.300 (b) 

(2) 

Guards for power tools shall be used and 
moving parts of equipment shall be guarded. 

X 

1926.350 (a) 

(9) 

Oxygen cylinders in storage shall be separated 

from fuel gas cylinders by at least 20 feet or a 

1/2" fire resistance barrier. 

X 
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Corrective Action Taken and 

Date Standard Title a a O 

Corrective Action Taken and 

Date 

1926.405 (a) 

(2) (ii) (e) & 

(f) 

Temporary lights shall be protected from 
breakage, not suspended by their cords and 
extension cord. 

X 

1926.405 (a) 

(2) (ii) 0) 

Extension cords used with portable electric 

tools shall be of three wire type and designed 

for hard or extra hard usage. 

X 

1926.105 (a) 

Workplaces more than 25 feet above the 
ground or water shall have safety nets when 
ladder, safety line/belts, temporary floors, 
scaffolds, catch platform are not practical. 

X 

1926.1051 (a) 

Stairway or ladder shall be provided at all 
access points where there is a break in 
elevation of 19 inches or more. 

X 

1926.451 (a) 

(2) 

Scaffolding footing or anchorage shall be 
sound, rigid and capable of carrying the 
maximum intended load. 

X 

1926.500 (c) 
(1) (old 
standard) 

Wall opening shall be guarded. X 

1926.404 (f) 

(7) 

Electrical equipment connected by cord and 
plug shall be grounded except if there is an 
isolating transformer or the tool is double 
insulated. 

X 

1926.556 (b) 

(2) 

When working from an aerial lift, a full body 

harness and lanyard attached to the boom or 

basket. 

X 

1926.501 (b) 
(1) (new 
standard) 

Guardrails, safety nets or personal fall arrest 
system shall be used at 6 feet or more. 

X 
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• 
Corrective Action Taken and 

Standard Title a a O Date 

1926.451 (a) 
(14) 

Scaffold planking shall extend over their end 

support not less than 6 inches and not more 

than 12 inches. 

X 

1926.602 (a) 

(9) 

Bi-directional earth moving equipment shall 

have audible alarms. 

X 

1926.451 (a) 

(3) 

Scaffolding shall be erected, moved, 
dismantled or altered under the supervision of 
a competent person. 

X 

1926.550 (b) 

(2) 

Cranes, crawler, truck or locomotive, shall 
meet the design, testing, maintenance, and 
operation per ANSI B30.5_1968. The most 
recent certification shall be on file until a new 
one is prepared. 

X 

Comments: 

CVE framing stems in main excavated pit. Additional excavation for additional stems and footings in the 

Northwest area of the main pit. 

Exclusion zone is not active today. The East Poly lined exclusion zone barrier fence needed to be moved 

about 20 feet to the West to make room for the extension of the main pit to the West where additional stems 

are being framed. The fence was moved over and onto undisturbed, uncontaminated clean filled soil, gravel 

capped areas. No disturbance of contaminated soil occurred today in the exclusion zone. 



1 PACIFICORP 
ENVIRONMENTAL, INC 

3 W E S T SUBSTATION REMEDIATION PROJECT 

HEALTH SAFETY MANAGER (HSM) 

DATE: 
DAILY CHECKLIST 

11/30/11 

General 
m 
NA 

NA 

NA 
NA 
NA 
NA 

NA 

NA 
NA 
NA 
NA 
NA 
NA 
NA 

Work area Health and Safety Inspection 
Review and if necessary update Activity Hazard Analyses (AHA) based on planned site 
activities for the day 
Safety Planning or "Tailgate" mandatory meeting for all employees and contractors prior 
to commencement of any site work. Instruction, review hazards, health & safety issues 
and any modifications to the CSHASP 
Site hazard and safety instruction for all first time employees, contractors or visitors 
Complete Employee Meeting Record Form B (where applicable 
Document required Respirator Training completion with Form H 
Record times and numbers of dump trucks and trailers as they leave the site with 
contaminated material. 
Confirm return of waste material manifest documents for each load with site 
manager. 

Complete all CSHASP Forms (for applicable activities plaimed for that day) 
Illness/Injury Report Form A 
Site-Specific Training Record Form C 
Hot Work Permit Form D 
Trench/Evacuation Permit Form E 
Combined Space Entry Permit From F 
Exclusion zone operations are practiced as instructed. 

NA Decontamination unit is working properly. 
NA Workers are using decontamination unit as instructed. 
NA Workers use personal protective equipment properly. 

0 Set air samples at cardinal compass points around exclusion zone. Check 
throughout the day to ensure proper operation. 

0 Observe control measures for dust and fugitive materials i.e. watering excavation sites and 
track out prevention. 

0 • Review sign-in/sign-out log throughout and at the end of the workday. 
0 Secure the site at the end of the workday; PacifiCorp Employee 

Sampling 

NA ' 
NA 

NA 

NA 

Soil Confirmation sampling for any newly excavated areas 
Stationary Air Monitoring during contaminated soil removal around the perimeter of the 
exclusions zone 
Personal Breathing Zone Monitoring on personnel conducting contaminated dust and soil 
removal 
Digitally photograph each sample location and at any place field sampling personnel 
determined necessary 
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NA Electronically file photo files into the on-site database 

0 Complete Field Documentation 
0 Field Sample Data Sheets (FSDS) 
0 Logbook 
NA On-site computer database ^ 

0 Label each sample media with a unique number 
0 Seal sample(s) in zip lock plastic bags 
0 Complete and include Chain of Custody (COC) Form required for shipping of samples to 

appropriate laboratory 
0 Package samples for transport lAW SOP 2-1, Packaging and Shipping of Environmental 

Samples 
0 Review and disseminate sample results as received from the laboratories to Project 

Manager and other appropriate managers and employees 
NA Electronically file sample reports into on-site database 



^PACIFICORP 

3rd West Sub Station Project: 
Location: 3rd West, 1st South, SLC 
Survey Conducted By: Ton Craig 

3rd West Substation Site 
Project Safety Audit 

11/30/11 Date: 
Job Number: 
Title: IH Technician 

Standard Title 
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 C
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Corrective Action Taken and 

Date Standard Title a a a 
Corrective Action Taken and 

Date 

1926.59 
Hazard Communication Program, List of 
Chemicals, Training, MSDSs. 

X 

1926.500 (b) 
& (d) (old 
standard) 

Guardrails on open sided floors, floor holes 
and runways. 

X 

1926.404 (b) 

Ground fault circuit interrupters or an assured 
equipment grounding conductor program in 
use. 

X 

1926.451 (b) 

The employer shall instruct each employee in 
the recognition and avoidance of unsafe 
conditions. 

X 

1926.451 (d) 

Tubular welded scaffolds shall be properly 

braced so that they are plumb, square and 

rigid; legs on plumb, adjustable, mud sills, etc. 

to support the maximum load; guardrails and 

toeboards shall be installed. 

X 

1926.100 (a) 
Head protection, where there is a possible 
danger of head injury. 

X 
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Corrective Action Taken and 

Date Standard Title a a o 
Corrective Action Taken and 

Date 

1926.652 (a) 

(1) 

Excavation protective systems; examination by 
competent person when less than 5 feet in 
depth. 

x 

1926.20 (b) 

(2) 

Employer responsibility to initiate and 

maintain safety and health programs. 

X 

1926.20 (b) 

(1) 

Employer responsibility to provide for 
frequent and regular inspections by designated 
competent persons. 

X 

1926.451 (e) 

Manually propelled scaffolds shall have tight 
planking for the full width, platforms secured, 
ladder or stairway provided, suitable footing, 
stand plumbs, wheels locked, guardrails and 
toeboards. 

X 

1926.1052 (c) 

(1) 

Stair rail and handrail along each unprotected 
edge. 

X 

1926.25 (a) 

Debris, scrap lumber with protruding nails, 
not cleared for work areas, stairs and around 
structures. 

X 

1926.50 

First aid shall be available in the absence of an 
infirmary, or other that is reasonably 
accessible; first aid supplies shall be accessible 
and telephone numbers posted. 

X 

1926.451 (a) 

(13) 
Scaffolding safe access not provided by ladder 
or equivalent. 

X 

1926.651 (k) 

(1) 

Excavations, protective systems, inspected 
daily by a competent person and as needed. 

X 

1926.403 (b) 

(2) 

Employer shall ensure electrical equipment is 
free from recognized hazards, is suitable, used 
in accordance with the listing, labeling or 
certification. 

X 
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Corrective Action Taken and 

Date standard Title a CJ O 

Corrective Action Taken and 

Date 

1926.451 (a) 

(4) 

Scaffolding shall have guardrails and 
toeboards when more than 10 feet high and 
when less than 45 inches of work space. 

X 

1926.405 (g) 

(2) 

Flexible cords shall be used without splice or 

tap; strain relief shall be provided. 

X 

1926.405 (b) 

Electrical boxes, fittings shall have covers, 
faceplates or canopy and holes shall be smooth 
where cords pass through; and unused 
openings in cabinets/boxes shall be closed. 

X 

1926.701 (b) 

Reinforcing steel onto which employees could 
fall shall be guarded. 

X 

1926.1053 (b) 

(1) 

Portable ladder side rails extend at least 3 feet 
or be secured at top. 

X 

1926.651 (j) 

(2) 

Excavations shall have materials or equipment 
placed at least 2 feet from the edge. 

X 

1926.651 (c) 

(2) 

Excavations shall have a safe means of egress 
such as ladders, ramps, etc. 

X 

1926.150 (c) 

(1) 

Portable fire fighting equipment shall be 
provided and extinguishers shall be inspected 
periodically. 

X 

1926.102 (a) 

(1) 

Eye and face protection shall be provided. X 

1926.300 (b) 

(2) 

Guards for power tools shall be used and 
moving parts of equipment shall be guarded. 

X 

1926.350 (a) 

(9) 

Oxygen cylinders in storage shall be separated 
from fuel gas cylinders by at least 20 feet or a 
Vi" fire resistance barrier. 

X 
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Corrective Action Taken and 

Date standard Title a O a 
Corrective Action Taken and 

Date 

1926.405 (a) 

(2) (ii) (e) & 

(f) 

Temporary lights shall be protected from 
breakage, not suspended by their cords and 
extension cord. 

X 

1926.405 (a) 

(2) (ii) 0) 

Extension cords used with portable electric 
tools shall be of three wire type and designed 
for hard or extra hard usage. 

x 

1926.105 (a) 

Workplaces more than 25 feet above the 
ground or water shall have safety nets when 
ladder, safety line/belts, temporary floors, 
scaffolds, catch platform are not practical. 

X 

1926.1051 (a) 

Stairway or ladder shall be provided at all 
access points where there is a break in 
elevation of 19 inches or more. 

X 

1926.451 (a) 

(2) 

Scaffolding footing or anchorage shall be 
sound, rigid and capable of carrying the 
maximum intended load. 

X 

1926.500 (c) 
(1) (old 
standard) 

Wall opening shall be guarded. X 

1926.404 (f) 

(7) 

Electrical equipment connected by cord and 
plug shall be grounded except if there is an 
isolating transformer or the tool is double 
insulated. 

X 

1926.556 (b) 

(2) 

When working from an aerial lift, a full body 

harness and lanyard attached to the boom or 

basket. 

X 

1926.501 (b) 
(1) (new 
standard) 

Guardrails, safety nets or personal fall arrest 
system shall be used at 6 feet or more. 

X 
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• 

Corrective Action Taken and 

Date standard Title O O O 

• 

Corrective Action Taken and 

Date 

1926.451 (a) 
(14) 

Scaffold planking shall extend over their end 
support not less than 6 inches and not more 
than 12 inches. 

X 

1926.602 (a) 

(9) 

Bi-directional earth moving equipment shall 

have audible alarms. 

X 

1926.451 (a) 

(3) 

Scaffolding shall be erected, moved, 
dismantled or altered under the supervision of 
a competent person. 

X 

1926.550 (b) 

(2) 

Cranes, crawler, truck or locomotive, shall 
meet the design, testing, maintenance, and 
operation per ANSI B30.5_1968. The most 
recent certification shall be on file until a new 
one is prepared. 

X 

Comments: 

CVE framing stems in main excavated pit. Additional excavation for additional stems and footings in the 

North and west area of the main pit. 

Newman backfilling around stems and transformer pedestal/containment 

Exclusion zone was active today untU Noon. 1 Load of contaminated soil was loaded and hauled off-site in 

the A M . After Noon, excavation/loading of contaminated soil was halted in order to deactivate the 

exclusion zone. Deactivating the exclusion zone allowed for work to occur on the new building and for the 

installation of addition fencing from the South end of the existing building to the South fence. Once covered 

in Poly, this new fence and previously installed temporary fencing, completes the segregation of the 

energized portion of the yard from the current exclusion zone, thereby allowing access (without the need of 

asbestos related PPE) to the energized yard and existing building by PacifiCorp employees. 
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3 W E S T SUBSTATION REMEDIATION PROJECT 

HEALTH SAFETY MANAGER (HSM) 

DATE: 
DAILY CHECKLIST 

12/1/11 

General 
[71 
NA 

NA 

NA 
NA 
NA 
NA 

NA 

NA 
NA 
NA 
NA 
NA 
NA 
NA 

Work area Health and Safety Inspection 
Review and if necessary update Activity Hazard Analyses (AHA) based on planned site 
activities for the day 
Safety Planning or "Tailgate" mandatory meeting for all employees and contractors prior 
to commencement of any site work. Instruction, review hazards, health & safety issues 
and any modifications to the CSHASP 
Site hazard and safety instruction for all first time employees, contractors or visitors 
Complete Employee Meeting Record Form B (where applicable 
Document required Respirator Training completion with Form H 
Record times and numbers of dump trucks and trailers as they leave the site with 
contaminated material. 
Confirm return of waste material manifest dociunents for each load with site 
manager. 

Complete all CSHASP Forms (for applicable activities plaimed for that day) 
Illness/Injury Report Form A 
Site-Specific Training Record Form C 
Hot Work Permit Form D - / 
Trench/Evacuation Permit Form E 
Combined Space Entry Permit From F 
Exclusion zone operations are practiced as instructed. 

NA Decontamination imit is working properly. 
NA Workers are using decontamination unit as instructed. 
NA Workers use personal protective equipment properly. 

0 Set air samples at cardinal compass points around exclusion zone. Check 
throughout the day to ensure proper operation. 

0 Observe control measures for dust and fiigitive materials i.e. watering excavation sites and 
track out prevention. 

0 Review sign-in/sign-out log throughout and at the end of the workday. 
0 Secure the site at the end of the workday; PacifiCorp Employee 

Sampling 

NA Soil Confirmation sampling for any newly excavated areas 
NA Stationary Air Monitoring during contaminated soil removal around the perimeter of the 

exclusions zone 
NA Personal Breathing Zone Monitoring on persormel conducting contaminated dust and soil 

removal 
NA Digitally photograph each sample location and at any place field sampling personnel 

determined necessary 
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NA Electronically file photo files into the on-site database 

0 Complete Field Documentation 
0 Field Sample Data Sheets (FSDS) 
0 Logbook 
NA On-site computer database 

0 Label each sample media with a unique number 
0 Seal sample(s) in zip lock plastic bags 
0 Complete and include Chain of Custody (COC) Form required for shipping of samples to 

appropriate laboratory 
0 Package samples for transport I AW SOP 2-1, Packaging and Shipping of Envirormiental 

Samples 
0 Review and disseminate sample results as received from the laboratories to Project 

Manager and other appropriate managers and employees 
NA Electronically file sample reports into on-site database 
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3rd v\̂ est Substation Site 
Project Safety Audit 

3rd West Sub Station Project: 
Location: 3rd West̂  1st South, SLC 
Survey Conducted By: Jon Craig 

Date: 12/1/11 
Job Number: 
Title: IH Technician 
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Corrective Action Taken and 

Date Standard Title a O a 
Corrective Action Taken and 

Date 

1926.59 
Hazard Communication Program, List of 
Chemicals, Training, MSDSs. 

X 

1926.500 (b) 
& (d) (old 
standard) 

Guardrails on open sided floors, floor holes 
and runways. 

X 

1926.404 (b) 

Ground fault circuit interrupters or an assured 
equipment grounding conductor program in 
use. 

X 

1926.451 (b) 

The employer shall instruct each employee in 
the recognition and avoidance of unsafe 
conditions. 

X 

1926.451 (d) 

Tubular welded scaffolds shall be properly 
braced so that they are plumb, square and 
rigid; legs on plumb, adjustable, mud sills, etc. 
to support the maximum load; guardrails and 
toeboards shall be installed. 

X 

1926.100 (a) 
Head protection, where there is a possible 
danger of head injury. 

X 
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Corrective Action Taken and 

Date standard Title a O D 

Corrective Action Taken and 

Date 

1926.652 (a) 

(1) 

Excavation protective systems; examination by 

competent person when less than 5 feet in 

depth. 

X 

1926.20 (b) 

(2) 

Employer responsibility to initiate and 

maintain safety and health programs. 

X 

1926.20 (b) 

(1) 

Employer responsibility to provide for 
frequent and regular inspections by designated 
competent persons. 

X 

1926.451 (e) 

Manually propelled scaffolds shall have tight 
planking for the full width, platforms secured, 
ladder or stairway provided, suitable footing, 
stand plumbs, wheels locked, guardrails and 
toeboards. 

X 

1926.1052 (c) 

(1) 

Stair rail and handrail along each unprotected 
edge. 

X 

1926.25 (a) 

Debris, scrap lumber with protruding nails, 

not cleared for work areas, stairs and around 

structures. 

X 

1926.50 

First aid shall be available in the absence of an 
infirmary, or other that is reasonably 
accessible; first aid supplies shall be accessible 
and telephone numbers posted. 

X 

1926.451 (a) 

(13) 

Scaffolding safe access not provided by ladder 

or equivalent. 

X 

1926.651 (k) 

(1) 

Excavations, protective systems, inspected 
daily by a competent person and as needed. 

X 

1926.403 (b) 

(2) 

Employer shall ensure electrical equipment is 
free from recognized hazards, is suitable, used 
in accordance with the listing, labeling or 
certification. 

X 
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Corrective Action Taken and 

Date Standard Title O a a 
Corrective Action Taken and 

Date 

1926.451 (a) 

(4) 

Scaffolding shall have guardrails and 
toeboards when more than 10 feet high and 
when less than 45 inches of work space. 

X 

1926.405 (g) 

(2) 

Flexible cords shall be used without splice or 

tap; strain relief shall be provided. 

X 

1926.405 (b) 

Electrical boxes, fittings shall have covers, 
faceplates or canopy and holes shall be smooth 
where cords pass through; and unused 
openings in cabinets/boxes shall be closed. 

X 

1926.701 (b) 
Reinforcing steel onto which employees could 
fall shall be guarded. 

X 

1926.1053 (b) 

(1) 

Portable ladder side rails extend at least 3 feet 
or be secured at top. 

X 

1926.651 (j) 

(2) 

Excavations shall have materials or equipment 
placed at least 2 feet from the edge. 

X 

1926.651 (c) 

(2) 

Excavations shall have a safe means of egress 
such as ladders, ramps, etc. 

X 

1926.150 (c) 

(1) 

Portable fire fighting equipment shall be 
provided and extinguishers shall be inspected 
periodically. 

X 

1926.102 (a) 

(1) 

Eye and face protection shall be provided. X 

1926.300 (b) 

(2) 

Guards for power tools shall be used and 
moving parts of equipment shall be guarded. 

X 

1926.350 (a) 

(9) 

Oxygen cylinders in storage shall be separated 
from fuel gas cylinders by at least 20 feet or a 
Vl" fire resistance barrier. 

X 
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Corrective Action Taken and 

Date standard Title a a CJ 

Corrective Action Taken and 

Date 

1926.405 (a) 

(2) (ii) (e) & 

(f) 

Temporary lights shall be protected from 

breakage, not suspended by their cords and 

extension cord. 

X 

1926.405 (a) 

(2) (ii) (j) 

Extension cords used with portable electric 

tools shall be of three wire type and designed 

for hard or extra hard usage. 

X 

1926.105 (a) 

Workplaces more than 25 feet above the 
ground or water shall have safety nets when 
ladder, safety line/belts, temporary floors, 
scaffolds, catch platform are not practical. 

X 

1926.1051 (a) 

Stairway or ladder shall be provided at all 
access points where there is a break in 
elevation of 19 inches or more. 

X 

1926.451 (a) 

(2) 

Scaffolding footing or anchorage shall be 
sound, rigid and capable of carrying the 
maximum intended load. 

X 

1926.500 (c) 
(1) (old 
standard) 

Wall opening shall be guarded. X 

1926.404 (f) 

(7) 

Electrical equipment connected by cord and 
plug shall be grounded except if there is an 
isolating transformer or the tool is double 
insulated. 

X 

1926.556 (b) 

(2) 

When working from an aerial lift, a full body 

harness and lanyard attached to the boom or 

basket. 

X 

1926.501 (b) 
(1) (new 
standard) 

Guardrails, safety nets or personal fall arrest 
system shall be used at 6 feet or more. 

X 
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Corrective Action Taken and 

Date standard Title O O O 

Corrective Action Taken and 

Date 

1926.451 (a) 
(14) 

Scaffold planking shall extend over their end 
support not less than 6 inches and not more 
than 12 inches. 

X 

1926.602 (a) • 

(9) 

Bi-directional earth moving equipment shall 

have audible alarms. 

X 

1926.451 (a) 

(3) 

Scaffolding shall be erected, moved, 
dismantled or altered under the supervision of 
a competent person. 

X 

1926.550 (b) 

(2) 

Cranes, crawler, truck or locomotive, shall 
meet the design, testing, maintenance, and 
operation per ANSI B30.5_1968. The most 
recent certification shall be on file until a new 
one is prepared. 

X 

Comments: 

CVE cleaning up pad and forming rebar for the transformer pedestal. 

Newman backfilling around spread footings at North end and around transformer pedestal/containment. 

Exclusion zone is not active today. 

Eagle environmental hanging poly on new sections of fencing and reinforcing poly ties to all other fencing. 



PACIFICORP 
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DATE: 

3 W E S T SUBSTATION REMEDIATION PROJECT 

HEALTH SAFETY MANAGER (HSM) 

DAILY CHECKLIST 
12/02/11 

General 
IZI 
NA 

NA 

NA 
NA 
NA 
NA 

NA 
NA 

NA 
NA 
NA 
NA 
NA 

NA 
NA 
NA 
NA 

0 

121 

121 
EI 

Work area Health and Safety Inspection 
Review and if necessary update Activity Hazard Analyses (AHA) based on planned site 
activities for the day 
Safety Plaiming or "Tailgate" mandatory meeting for all employees and contractors prior 
to conmiencement of any site work. Instruction, review hazards, health & safety issues 
and any modifications to the CSHASP 
Site hazard and safety instruction for all first time employees, contractors or visitors 
Complete Employee Meeting Record Form B (where applicable 
Document required Respirator Training completion with Form H 
Record times and nimibers of dump trucks and trailers as they leave the site with 
contaminated material. 
Confirm return of waste material manifest documents for each load with site manager. 
Complete all CSHASP Forms (for applicable activities plaimed for that day) 

Illness/Injury Rep'ort Form A 
Site-Specific Training Record Form C 
Hot Work Permit Form D 
Trench/Evacuation Permit Form E 
Combined Space Entry Permit From F 

Exclusion zone operations are practiced as instructed. 
Decontamination unit is working properly. 
Workers are using decontamination unit as instructed. 
Workers use personal protective equipment properly. 

Set air samples at cardinal compass points around exclusion zone. Check 
throughout the day to ensure proper operation. 
Observe control measures for dust and fugitive materials i.e. watering excavation sites and 
track out prevention. 
Review sign-in/sign-out log throughout and at the end of the workday. 
Secure the site at the end of the workday 

Sampling 

NA 
0 

NA 

NA 

EI 

Soil Confirmation sampling for any newly excavated areas 
Stationary Air Monitoring during contaminated soil removal aroimd the perimeter of the 
exclusions zone 
Personal Breathing Zone Monitoring on persoimel conducting contaminated dust and soil 
removal 
Digitally photograph each sample location and at any place field sampling personnel 
determined necessary 
Electronically file photo files into the on-site database 



R & R 
ENVIRONMENTAL, INC 

^PACIFICORP 

0 Complete Field Documentation 
0 Field Sample Data Sheets (FSDS) 
0 Logbook 
NA On-site computer database 
0 Label each sample media with a unique nimiber 
0 Seal sample(s) in zip lock plastic bags 
0 Complete and include Chain of Custody (COC) Form required for shipping of samples to 

appropriate laboratory 
0 Package samples for transport lAW SOP 2-1, Packaging and Shipping of Environmental 

Samples 
NA Review and disseminate sample results as received from the laboratories to Project 

Manager and other appropriate managers and employees 
NA Electronically file sample reports into on-site database 
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Project: West Sub Station 

Location: 3rd West, l̂ t South, sLC 

Survey Conducted By: lustin Kargis 

3rd West Substation Site 
Project Safety Audit 

Date: 12/02/11 

Job Number: 

Title: 
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o Corrective Action Taken and 

Date Standard Title O o a 
Corrective Action Taken and 

Date 

1926.59 

Hazard Communication Program, List of 

Chemicals, Training, MSDSs. 

X 

1926.500 (b) 
& (d) (old 
standard) 

Guardrails on open sided floors, floor holes 
and runways. 

X 

1926.404 (b) 

Ground fault circuit interrupters or an assured 
equipment grounding conductor program in 
use. 

X 

1926.451 (b) 

The employer shall instruct each employee in 
the recognition and avoidance of unsafe 
conditions. 

X 

1926.451 (d) 

Tubular welded scaffolds shall be properly 

braced so that they are plumb, square and 

rigid; legs on plumb, adjustable, mud sills, etc. 

to support the maximum load; guardrails and 

toeboards shall be installed. 

X 

1926.100 (a) 

Head protection, where there is a possible 
danger of head injury. 

X 
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Corrective Action Taken and 

Date standard Title O O O 

Corrective Action Taken and 

Date 

1926.652 (a) 

(1) 

Excavation protective systems; examination by 
competent person when less than 5 feet in 
depth. 

X 

1926.20 (b) 

(2) 

Employer responsibility to initiate and 
maintain safety and health programs. 

X 

1926.20 (b) 

(1) 

Employer responsibility to provide for 
frequent and regular inspections by designated 
competent persons. 

X 

1926.451 (e) 

Manually propelled scaffolds shall have tight 
planking for the full width, platforms secured, 
ladder or stairway provided, suitable footing, 
stand plumbs, wheels locked, guardrails and 
toeboards. 

X 

1926.1052 (c) 

(1) 

Stair raU and handrail along each unprotected 
edge. 

X 

1926.25 (a) 

Debris, scrap lumber with protruding nails, 
not cleared for work areas, stairs and around 
structures. 

X 

1926.50 

First aid shall be available in the absence of an 
infirmary, or other that is reasonably 
accessible; first aid supplies shall be accessible 
and telephone numbers posted. 

X 

1926.451 (a) 
(13) 

Scaffolding safe access not provided by ladder 
or equivalent. 

X 

1926.651 (k) 

(1) 

Excavations, protective systems, inspected 
daily by a competent person and as needed. 

X 

1926.403 (b) 

(2) 

Employer shall ensure electrical equipment is 
free from recognized hazards, is suitable, used 
in accordance with the listing, labeling or 
certification. 

X 
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Corrective Action Taken and 

Date Standard Title a a a 
Corrective Action Taken and 

Date 

1926.451 (a) 

(4) 

Scaffolding shall have guardrails and 
toeboards when more than 10 feet high and 
when less than 45 inches of work space. 

x 

1926.405 (g) 

(2) 

Flexible cords shall be used without splice or 

tap; strain relief shall be provided. 

x 

1926.405 (b) 

Electrical boxes, fittings shall have covers, 
faceplates or canopy and holes shall be smooth 
where cords pass through; and unused 
openings in cabinets/boxes shall be closed. 

x 

1926.701 (b) 

Reinforcing steel onto which employees could 

fall shall be guarded. 

X 

1926.1053 (b) 

(1) 

Portable ladder side rails extend at least 3 feet 
or be secured at top. 

X 

1926.651 (j) 

(2) 

Excavations shall have materials or equipment 
placed at least 2 feet from the edge. 

X 

1926.651 (c) 

(2) 

Excavations shall have a safe means of egress 

such as ladders, ramps, etc. 

X 

1926.150 (c) 

(1) 

Portable fire fighting equipment shall be 
provided and extinguishers shall be inspected 
periodically. 

X 

1926.102 (a) 

(1) 

Eye and face protection shall be provided. x 

1926.300 (b) 

(2) 

Guards for power tools shall be used and 
moving parts of equipment shall be guarded. 

X 

1926.350 (a) 

(9) 

Oxygen cylinders in storage shall be separated 

from fuel gas cylinders by at least 20 feet or a 

Vl fire resistance barrier. 

X 
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Corrective Action Taken and 

Date Standard Title a O D 

Corrective Action Taken and 

Date 

1926.405 (a) 

(2) (ii) (e) & 

(f) 

Temporary lights shall be protected from 
breakage, not suspended by their cords and 
extension cord. 

X 

1926.405 (a) 

(2) (ii) (j) 

Extension cords used with portable electric 
tools shall be of three wire type and designed 
for hard or extra hard usage. 

X 

1926.105 (a) 

Workplaces more than 25 feet above the 
ground or water shall have safety nets when 
ladder, safety line/belts, temporary floors, 
scaffolds, catch platform are not practical. 

X 

1926.1051 (a) 

Stairway or ladder shall be provided at all 
access points where there is a break in 
elevation of 19 inches or more. 

X 

1926.451 (a) 

(2) 

Scaffolding footing or anchorage shall be 
sound, rigid and capable of carrying the 
maximum intended load. 

X 

1926.500 (c) 
(1) (old 
standard) 

Wall opening shall be guarded. X 

1926.404 (f) 

(7) 

Electrical equipment cormected by cord and 
plug shall be grounded except if there is an 
isolating transformer of the tool is double 
insulated. 

X 

• 1926.556 (b) 

(2) 

When working from an aerial lift, a full body 
harness and lanyard attached to the boom or 
basket. 

X 

1926.501 (b) 
(1) (new 
standard) 

Guardrails, safety nets or personal fall arrest 
system shall be used at 6 feet or more. 

X 
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Corrective Action Taken and 

Date standard Title a D O 

Corrective Action Taken and 

Date 

1926.451 (a) 
(14) 

Scaffold planking shall extend over their end 
support not less than 6 inches and not more 
than 12 inches. 

X 

1926.602 (a) 

(9) 

Bi-directional earth moving equipment shall 

have audible alarms. 

X 

1926.451 (a) 

(3) 

Scaffolding shall be erected, moved, 
dismantled or altered under the supervision of 
a competent person. 

X 

1926.550 (b) 

(2) 

Cranes, crawler, truck or locomotive, shall 
meet the design, testing, mainte'nance, and 
operation per ANSI B30.5_1968. The most 
recent certification shall be on file until a new 
one is prepared. 

X 

• 

Comments: 

The exclusion zone was suspended for work today. Contaminated material was either 

encapsulated with plastic or covered with other material. No entry into the EZ other than to bring 

rinsed equipment out. 

Newman backfilled and compacted material in the S.E. area of the station. 

CVE worked on transformer pedestal framework and reinforcement. 
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Project: 3'''' West Sub Station 

Location: 3rd West, 1= '̂South, SLC 

Survey Conducted By: lustin Kargis 

3rd West Substation Site 
Project Safety Audit 

Date: 12/03/11 

Job Numben 

Title: 
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Corrective Action Taken and 

Date Standard Title a a a 
Corrective Action Taken and 

Date 

1926.59 
Hazard Communication Program, List of 
Chemicals, Training, MSDSs. 

X 

1926.500 (b) 
& (d) (old 
standard) 

Guardrails on open sided floors, floor holes 
and runways. 

X 

1926.404 (b) 

Ground fault circuit interrupters or an assured 
equipment grounding conductor program in 
use. 

X 

1926.451 (b) 

The employer shall instruct each employee in 
the recognition and avoidance of unsafe 
conditions. 

X 

1926.451 (d) 

Tubular welded scaffolds shall be properly 
braced so that they are plumb, square and 
rigid; legs on plumb, adjustable, mud sills, etc. 
to support the maximum load; guardrails and 
toeboards shall be installed. 

X 

1926.100 (a) 
Head protection, where there is a possible 
danger of head injury. 

X 
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Corrective Action Taken and 

Date Standard Title a a O 

Corrective Action Taken and 

Date 

1926.652 (a) 

(1) 

Excavation protective systems; examination by 
competent person when less than 5 feet in 
depth. 

X 

1926.20 (b) 

(2) 

Employer responsibility to initiate and 

maintain safety and health programs. 

X 

1926.20 (b) 

(1) 

Employer responsibility to provide for 
frequent and regular inspections by designated 
competent persons. 

X 

1926.451 (e) 

Manually propelled scaffolds shall have tight 
planking for the full width, platforms secured, 
ladder or stairway provided, suitable footing, 
stand plumbs, wheels locked, guardrails and 
toeboards. 

X 

1926.1052 (c) 

(1) 

Stair rail and handrail along each unprotected 
edge. 

X 

1926.25 (a) 

Debris, scrap lumber with protruding nails, 
not cleared for work areas, stairs and around 
structures. 

X 

1926.50 

First aid shall be available in the absence of an 
infirmary, or other that is reasonably 
accessible; first aid supplies shall be accessible 
and telephone numbers posted. 

X 

1926.451 (a) 
(13) 

Scaffolding safe access not provided by ladder 

or equivalent. 

X 

1926.651 (k) 

(1) 

Excavations, protective systems, inspected 
daily by a competent person and as needed. 

X 

1926.403 (b) 

(2) 

Employer shall ensure electrical equipment is 
free from recognized hazards, is suitable, used 
in accordance with the listing, labeling or 
certification. 

X 
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Corrective Action Taken and 

Date Standard Title a O a 
Corrective Action Taken and 

Date 

1926.451 (a) 

(4) 

Scaffolding shall have guardrails and 
toeboards when more than 10 feet high and 
when less than 45 inches of work space. 

X 

1926.405 (g) 

(2) 

Flexible cords shall be used without splice or 

tap; strain relief shall be provided. 

X 

1926.405 (b) 

Electrical boxes, fittings shall have covers, 
faceplates or canopy and holes shall be smooth 
where cords pass through; and unused 
openings in cabinets/boxes shall be closed. 

X 

1926.701 (b) 

Reinforcing steel onto which employees could 

fall shall be guarded. 

X 

1926.1053 (b) 

(1) 

Portable ladder side rails extend at least 3 feet 
or be secured at top. 

X 

1926.651 (j) 

(2) 

Excavations shall have materials or equipment 
placed at least 2 feet from the edge. 

X 

1926.651 (c) 

(2) 

Excavations shall have a safe means of egress 
such as ladders, ramps, etc. 

X 

1926.150 (c) 

(1) 

Portable fire fighting equipment shall be 
provided and extinguishers shall be inspected 
periodically. 

X 

1926.102 (a) 

(1) 

Eye and face protection shall be provided. X 

1926.300 (b) 

(2) 

Guards for power tools shall be used and 
moving parts of equipment shall be guarded. 

X 

1926.350 (a) 

(9) 

Oxygen cylinders in storage shall be separated 
from fuel gas cylinders by at least 20 feet or a 
Vl fire resistance barrier. 

X 
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Corrective Action Taken and 

Date Standard Title a a O 

Corrective Action Taken and 

Date 

1926.405 (a) 

(2) (ii) (e) & 

(f) 

Temporary lights shall be protected from 
breakage, not suspended by their cords and 
extension cord. 

X 

1926.405 (a) 

(2) (ii) (j) 

Extension cords used with portable electric 
tools shall be of three wire type and designed 
for hard or extra hard usage. 

X 

1926.105 (a) 

Workplaces more than 25 feet above the 
ground or water shall have safety nets when 
ladder, safety line/belts, temporary floors, 
scaffolds, catch platform are not practical. 

X 

1926.1051 (a) 

Stairway or ladder shall be provided at all 
access points where there is a break in 
elevation of 19 inches or more. 

X 

1926.451 (a) 

(2) 

Scaffolding footing or anchorage shall be 
sound, rigid and capable of carrying the 
maximum intended load. 

X 

1926.500 (c) 
(1) (old 
standard) 

Wall opening shall be guarded. X 

1926.404 (f) 

(7) 

Electrical equipment connected by cord and 
plug shall be grounded except if there is an 
isolating transformer of the tool is double 
insulated. 

X 

1926.556 (b) 

(2) 

When working from an aerial lift, a full body 
harness and lanyard attached to the boom or 
basket. 

X 

1926.501 (b) 
(1) (new 
standard) 

Guardrails, safety nets or personal fall arrest 
system shall be used at 6 feet or more. 

X 
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Corrective Action Taken and 

Standard Title a O O Date 

1926.451 (a) 
(14) 

Scaffold planking shall extend over their end 
support not less than 6 inches and not more 
than 12 inches. 

X 

1926.602 (a) 

(9) 

Bi-directional earth moving equipment shall 

have audible alarms. 

X 

1926.451 (a) 

(3) 

Scaffolding shall be erected, moved, 
dismantled or altered under the supervision of 
a competent person. 

X 

1926.550 (b) 

(2) 

Cranes, crawler, truck or locomotive, shall 
meet the design, testing, maintenance, and 
operation per ANSI B30.5_1968. The most 
recent certification shall be on file until a new 
one is prepared. 

X 

Comments: 

CVE fabricators came in to continue working on transformer pedestal. They had to temporarily 

open the west gate of the EZ to position a boom truck for work. Exclusion zone remained 

suspended throughout the day. Fabricators finished work around 2:30. 
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PACIFICORP OPERATIONS - Field Construction Representative Daily Log 

P R O J E C T N A M E : 

P O & Work Order N O . : 

Crew Start Time: 

FCR Start Time: 

Use military time format 00:00 

W E A T H E R CONDIT IONS: 

Third West Sub - Rebuild D A T E Monday, November 28, 2011 

3000078050/10035803 MAIN C O N T R A C T O R : Cache Valley Electric 

6:50 

6:50 

Crew Stop Time: 

FCR Stop Time: 
17:10 
17:20 

Tot Hrs mns: 10:20 

TotHrsmns: 10:30 

High clouds, 35 degrees in A M , 45 degrees in the P M 

D E S C R I P T I O N : (work per formed, general c o m m e n t s , ins t ruc t ions to contractor, # of c rew members onsite.) 
R&R set up four monitors. CVE fab crew removed form ties from the walls and grouted fonn tie voids as vrell as some minor air pockets 
that occurred during the pour, placed rebar on the columns and built forms for the smaller spread footings poured last week. Newman 
fueled up equipment in the exclusion zone and continued breaking up concrete and cutting rebar prior to hauling the concrete and spoils to 
the disposal facility. Newman delivered (wo loads of rock in preparation for making a new wash-out area. Confinmed with R&R that all 
concrete and material removed from the exclusion zone will need to be wrapped in visqueen. At a meeting on site this PM, IVIike Shepherd 
indicates that CVE/Newman is going to provide a removal plan for the concrete, which will not require hauling it to Clean Harbors. This plar 
will be reviewed by RMP and a determination made as to whether the concrete can be recycled or not. Met with Mike Shepherd and a 
representative of Southwire to review the routing of the new 138 kV cables into the substation. Southwire was under the impression that th(: 
cable was to be direct buried, as opposed to the duct bank called for on the drawings. Southwire is going to review their pulling calculations 
to ensure that the cable can be pulled through the four 90 degree elbows in the sub as well as the turns in the routing from the terminal pole 3 
to the substation. CVE fab crew = 5/6, Nevmian = 4, R&R = 1, Wilding = 1. 

IF W O R K I N G IN E N E R G I Z E D S U B S T A T I O N : 
Dispatcher login, name and time: Bany Nielson 0650 
Dispatcher logout, name and time: Gus Montanez 1720 
DISCREPANCIES: IMMEDIATE CORRECTIVE ACTION TAKEN: 

No resolution on the 20' ground rod issue. CVE to provide per unit price to drill concrete. 

D E L A Y S O R L O S T TIME E N C O U N T E R E D : 

E Q U I P M E N T (working, de l ivered, idle): 
CVE fab crew: Portable toilet (2), fort̂ lift, 2 dumpsters, office trailer, conex , exclusion zone conex (2), tool trailer, crew truck, boom truck (2). Newman: 
portable wash-down structure, trachoe (2), mini-ex, boticat, power washer, water truck, compactor, backhoe. 

OSHA Recordable Safety Incidents: Reported by: Time: 

ROCKY MOUNTAIN 
POWER 

Russ Johnson 

Fie ld Const ruc t ion Representat ive 
A OiVISION OF PACIFICORP 



PACIFICORP OPERATIONS - Field Construction Representative Daily Log 

P R O J E C T N A M E : 

P O & Work Order NO. 

Third West Sub - Rebuild 

3000078050/10035803 

D A T E : Tuesday, November 29, 2011 

MAIN C O N T R A C T O R : Cache Valley Electric 

Crew Start Time: 

FCR Start Time: 

6:55 

6:40 

Crew Stop Time: 

FCR Stop Time: 

17:05 

17:40 

Tot Hrs mns: 10:10 

Tot Hrs mns: 11:00 

Use military time format 00:00 

W E A T H E R CONDIT IONS: Hazy, 28 degrees in A M , 50 degrees in the P M 

D E S C R I P T I O N : (work per formed, general comments , ins t ruct ions to contractor , # of c rew members onsite.) 
R&R set up four monitors. Nevwnan moved some concrete to allow for a relocation of the EZ (exclusion zone) fence to facilitate additional 
excavation in the CZ (clean zone). They also excavated along the west side and the north side of the transformer pad to provide grades for 
placement of six additional spread footings inside the clean zone. CVE fab crew placed fonns and anchor bolts for the pedestals of the five 
spread footings (C, C, and F fdns) in the south end of the wori< area. Wilding Eng perfomed compaction tests on the newly excavated/filled 
area on the west side of the transformer where the "C" and "D" fdns will be placed. CVE fab crew = 4, Newman = 4, R&R = 1, 
Wilding = 1. 

IF W O R K I N G IN E N E R G I Z E D S U B S T A T I O N : 
Dispatcher login, name and time: Barry Nielson 0650 
Dispatcher logout, name and time: Ken Barto 1725 
D I S C R E P A N C I E S : IMMEDIATE C O R R E C T I V E A C T I O N T A K E N : 
Last week we found two fdns in the old sub that were under the yard rock and not included 
in the details of concrete to be removed from the site 

CVE to provide CO for removing the additonal concrete. 

No resolution on the 20' ground rod issue. CVE to provide per unit price to drill concrete. 

Found a conflict tjetween the concrete grades of the xfmr fdn and the "N" fdns north of the 
xfmr. The pad for the "N" fdn extends under the xfmr fdn and the too of the pad for the "N 

Notified Brent Wiggins and we have been instructed to move the 
"N" fdn 3.5" to the north and to insure proper clearance for the 

fdn and the bottom of the xfrnr floor are in conflict with each other. This conflict is a result of 
both a RMP design issue and a field chanae made bv CVE 

rebar. This same adjustment will need to be made on the west 
xfmr as well. 

D E L A Y S O R L O S T TIME E N C O U N T E R E D : 

E Q U I P M E N T (workir ig, de l ivered, idle): 
CVE fab crew: Portable toilet (2), fori<lift, 1 dumpster, office trailer, conex , exclusion zone conex (2), tool trailer, crew tmck, boom tmck (2). Newman: 
portable wash-down structure, trachoe (2), mini-ex, txjbcat, power washer, water truck, compactor, backhoe, pavement breaker. 

O S H A Recordab le Safety Inc idents: Reported by: Time: 

R O C K Y M O U N T A I N 

GROWER 
Russ Johnson 
Fie ld Cons t ruc t ion Representat ive 

A DIVISION OF mClF lCORP 



PACIFICORP OPERATIONS - Field Construction Representative Daily Log 

P R O J E C T N A M E : 

P O & Work Order N O . : 

Crew Start Time: 

FCR Start Time: 

Use military time format 00:00 

W E A T H E R CONDIT IONS: 

Third West Sub - Rebuild 

3000078050/10035803 

6:55 

6:35 

Crew Stop Time: 

FCR Stop Time: 

D A T E : Wednesday, November 30, 2011 

MAIN C O N T R A C T O R : Cache Valley Electric 

17:10 To tHrsmns : 10:15 

17:25 

Tot Hrs mns: 

Tot Hrs mns: 10:50 

Hazy to Partly Cloudy, mid-day rain - 34 degrees in A M , 40 degrees in the P M 

D E S C R I P T I O N : (work per formed, general commen ts , ins t ruc t ions to contractor, # of c rew members onsite.) 
R&R set up four monitors. The EZ is active this morning as we will be removing the contaminated material that has been stored just south i t 
the new control building. Newman will be using one of their trucks to haul this material to clean harbor. After loading out the truck, the EZ 
was deactivated and Newman started backfilling the east side of the transfomier and around the pads for the five smaller spread footings 
and the circuit breakers, C V E fab crew is setting up forms and tying rebar for the C, D, and N foundations in the north part of the yard. 
Custom Fence crew modified the temporary fence that separates the energized yard from the wori< areas to provide RMP with access to ths 
old control building, without technically being in the EZ. Wallace Enterprises, subcontractor to Trachte returned today and completed the 
items on their punch list. The list included adjusting the south door, installing a wall-pack light fixture on the west side of the building, crimptig 
copper grid wire inside the building, anchoring the YTC cabinets to thfe west wall, and installing a ground in the west AC panel on the south 
wall. CVE fab aew = 5, Newman = 4, R&R = 1, Wilding = 1, Wallace Ent. = 1. 

IF W O R K I N G IN E N E R G I Z E D S U B S T A T I O N : 
Dispatcher login, name and time: Jim Bovmian 0635 
Dispatcher logout, name and time: Gus Montanez 1720 
D I S C R E P A N C I E S : IMMEDIATE C O R R E C T I V E ACT ION T A K E N : 
Last week we found two fdns in the old sub that were under the yard rock and not included 
in the details of concrete to be removed from the site 

CVE to provide CO for removing the additonal concrete. 

No resolution on the 20' ground rod issue. CVE to provide per unit price to drill concrete. 

Identified an additional retaining wall that is below grade and does not show on the Demo 
Plan. 

Will excavate to determine dimensions. 

Two conduit sleeves are called for in the transformer fdn north wall (toward east end). Can'i 
find where there is anv conduit called out on the conduit plan 

Asked Roger Fuerst for clarification. 

D E L A Y S O R L O S T TIME E N C O U N T E R E D : 

E Q U I P M E N T (work ing, de l ivered, idle): 
CVE fab crew: Portable toilet (2), forklift, 1 dumpster, office trailer, conex , exclusion zone conex (2), tool trailer, crew truck, boom truck (2). Newman: 
portable wash-down structure, trachoe (2), mini-ex, bobcat, power washer, water truck, compactor, backhoe, pavement breaker. 

OSHA Recordable Safety Incidents: Reported by: Time: 

R O C K Y M O U N T A I N 

POWER 
Russ Johnson 
Field Const ruc t ion Representat ive 

A DIVISION OF PACIFICORP 



PACIFICORP OPERATIONS - Field Construction Representative Daily Log 

PROJECT NAME: Third West Sub - Rebuild 

PO & Work Order N O . : 3000078050/10035803 

Crew Start Time: 

FCR Start Time: 

6:50 

6:40 

Crew Stop Time: 

FCR Stop Time: 

DATE : Thursday, December 1, 2011 

MAIN CONTRACTOR : Cache Valley Electric 

17:10 TotHrsmns: 10:20 

17:20 

Tot Hrs mns: 

Tot Hrs mns: 10:40 
Use military time format 00:00 

WEATHER CONDITIONS: Partly Cloudy to Sunny, strong winds, 35 degrees 

DESCRIPTION: (work performed, general comments, instructions to contractor, # of crew members onsite.) 
R&R set up four monitors. Newman continues to backfill the south foundations and has opted not to send material to Clean Harbors today 
because of concerns with the wind and the potential for the monitors picking up air-borne contamination. Eagle crew is onsite installing 
visqueen on the fence that separates the energized yard from the old control building and reinforcing the existing visqueen that has been 
impacted by the heavy winds. CVE fab crew is cleaning off the floor inside the oil containment in preparation for placing rebar for the 
transformer pedestal later today. CVE fab crew completed placement of the bottom rebar mat for the transformer pedestal. CVE fab 
crew = 5, Newman = 3, R&R = 1, Wilding = 1, Eagle = 3. 

IF WORKING IN ENERGIZED SUBSTATION: 
Dispatcher login, name and time: Manny Luhaun 0635 
Dispatcher logout, name and time: 79????9??99 1725 

DISCREPANCIES: IMMEDIATE CORRECTIVE ACTION TAKEN: 
Last week we found two fdns in the old sub that were under the yard rock and not included 
in the details of concrete to be removed from the site 

CVE to provide CO for removing the additonal concrete. 

No resolution on the 20' ground rod issue. CVE to provide per unit price to drill concrete. 

Identified an additional retaining wall that is below grade and does not show on the Demo 
Plan. 

Will excavate to determine dimensions. 

Two conduit sleeves are called for in the transformer fdn north wall (toward east end). Can'i 
find where there is anv conduit called out on the conduit plan 

Asked Roger Fuerst for clarification. 

DELAYS OR LOST TIME ENCOUNTERED: 

EQUIPMENT (working, delivered, idle): 
CVE fab crew: Portable toilet (2), fiDrklifl, 1 dumpster, office trailer, conex , exclusion zone conex (2), tool trailer, crew truck, boom truck (2). Newman: 
portable wash-down structure, trachoe (2), mini-ex, botx:at, power washer, water truck, compactor, backhoe, pavement breaker. 

OSHA Recordable Safety Incidents: Reported by: Time: 

ROCKY MOUNTAIN 
POWER 

Russ Johnson 
Field Construction Representative 

A DIVISION OF RUCIFICORP 



PACIFICORP OPERATIONS - Field Construction Representative Daily Log 

P R O J E C T N A M E : 

P O & Work Order N O . : 

Crew Start Time: 

FCR Start Time: 

Use military time format 00:00 

W E A T H E R CONDIT IONS: 

Third West Sub - Rebuild 

3000078050/10035803 

6:55 

6:45 

Crew Stop Time: 

FCR Stop Time: 

D A T E : Friday, December 2, 2011 

MAIN C O N T R A C T O R : Cache Valley Electric 

17:10 To tHrsmns: 10:15 

17:15 TotHrsmns: 10:30 

Sunny to Overcast, 20 degrees in A M , 40 degrees in P M 

D E S C R I P T I O N : (work per formed, genera l commen ts , ins t ruct ions to contractor, # of c rew members onsite.) 
R&R set up four monitors. EZ has not been active all day. CVE fab crew is tying rebar and setting up forms for the transfomier pedestal. 
Newman is backfilling along the south side of the transformer and around the south spread footings. CVE fab crew = 4, Newman = 3, 
R&R = 1, Wilding = 1. 

IF W O R K I N G IN E N E R G I Z E D S U B S T A T I O N : 
Dispatcher login, name and time: Manny Luhaun 0645 
Dispatcher logout, name and time: Manny Luhaun 1720 
D I S C R E P A N C I E S : IMMEDIATE C O R R E C T I V E ACTION T A K E N : 
Last week we found two fdns in the old sub that were under the yard rock and not included 
in the details of concrete to be removed from the site 

CVE to provide CO for removing the additonal concrete. 

No resolution on the 20' ground rod issue. CVE to provide per unit price to drill concrete. 

Identified an additional retaining wall that is below grade and does not show on the Demo 
Plan. 

Will excavate to determine dimensions. 

Two conduit sleeves are called for in the transformer fdn north wall (toward east end). Can' 
find where there is anv conduit called out on the conduit plan 

Asked Roger Fuerst for clarification. 

D E L A Y S O R L O S T TIME E N C O U N T E R E D : 

E Q U I P M E N T (work ing, de l ivered, idle): 
CVE fab crew: Portable toilet (2), fori<lift, 1 dumpster, office trailer, conex , exclusion zone conex (2), tool trailer, crew tnjck, boom tnjck (2). Newman: 
portable wash-down structure, trachoe (2), mini-ex, boticat, power washer, water truck, compactor, backhoe, pavement breaker. 

OSHA Recordable Safety Incidents: Reported by: Time: 

ROCKY MOUNTAIN 
POWER 

Russ Johnson 
Fie ld Const ruc t ion Representat ive 

A OIVISION OF PACIFICORP 



PACIFICORP OPERATIONS - Field Construction Representative Daily Log 

P R O J E C T N A M E : 

P O & Work Order N O . : 

Crew Start Time: 

FCR Start Time: 

Use military time format 00:00 

W E A T H E R CONDIT IONS: 

Third West Sub - Rebuild 

3000078050/10035803 

7:00 Crew Stop Time: 

FCR Stop Time: 

DATE : Saturday, December 3, 2011 

MAIN CONTRACTOR : Cache Valley Electric 

15:00 TotHrsmns: 8:00 

Tot Hrs mns: 0:00 

Sunny to Overcast, 20 degrees in AM, 40 degrees in PM 

DESCRIPTION: (work performed, general comments, instructions to contractor, # of crew members onsite.) 
R&R set up four monitors. EZ remained inactive all day. CVE fab crew installed pencil rod, squared up the form, installed kickers for the 
transformer pedestal. Newman did not wori< today. CVE fab crew = 4, R&R = 1. 

IF WORKING IN ENERGIZED SUBSTATION: 
Dispatcher login, name and time: 
Dispatcher logout, name and time: 

DISCREPANCIES: IMMEDIATE CORRECTIVE ACTION TAKEN: 
Last week we found two fdns in the old sub that were under the yard rock and not included 
in the details of concrete to be removed from the site 

CVE to provide CO for removing the additonal concrete. 

No resolution on the 20' ground rod issue. CVE to provide per unit price to drill concrete. 

Identified an additional retaining wall that is below grade and does not show on the Demo 
Plan. 

Will excavate to determine dimensions. 

Two conduit sleeves are called for in the transformer fdn north wall (toward east end). Can'i 
find vi*ere there is any conduit called out on the conduit plan 

Asked Roger Fuerst for clarification. 

DELAYS OR LOST TIME ENCOUNTERED: 

EQUIPMENT (working, delivered, idle): 
CVE fab crew: Portable toilet (2), forklift, 1 dumpster, office trailer, conex , exclusion zone conex (2), tool trailer, crew truck, boom truck (2). Newman: 
portable wash-down structure, trachoe (2), mini-ex, bobcat, power washer, water truck, compactor, backhoe, pavement breaker. 

OSHA Recordable Safety Incidents: Reported by: Time: 

ROCKY MOUNTAIN 
POWER 

Russ Johnson 

Field Construction Representative 
A DIVISION OF PACIFICORP 



«-AB Reserv^airs Enx/iranmental, Inc. 

November 30, 2011 

David Roskelley 
R & R Environmental 
47 West 9000 South #2 
Sandy UT 84070 

Laboratory Code: ^ 
Subcontract Number 
Laboratory Report: 
Pro ject* /P.O. # 
Project Description: 

RES 
NA 
RES 225051-1 
None Given 
Rocky Mtn. Power 3rd 
West Sub Station 

Dear Customer, 

Reservoirs Environmental, Inc. is an analytical laboratory accredited for the analysis of Industrial Hygiene 
and Environmental matrices by the National Voluntary Laboratory Accreditation Program (NVLAP), Lab 
Code 101896-0 for Transmission Electron Microscopy (TEM) and Polarized Light Microscopy (PLM) 
analysis and the American Industrial Hygiene Association (AIHA), Lab ID 101533 - Accreditation Certificate 
#480 for Phase Contrast Microscopy (PCM) analysis. This laboratory is currently proficient in both 
Proficiency Testing and PAT programs respectively. 

Reservoirs Environmental, Inc. has analyzed the following samples for asbestos content as per your 
request. The analysis has been completed in general accordance with the appropriate methodology as 
stated in the attached analysis table. The results have been submitted to your office. 

R E S 225051-1 is the job number assigned to this study. This report is considered highly confidential 
and the sole property of the customer. Reservoirs Environmental, Inc. will not discuss any part of this study 
with personnel other than those of the client. The results described in this report only apply to the samples 
analyzed. This report must not be used to claim endorsement of products or analytical results by NVLAP or 
any agency of the U.S. Government. This report shall not be reproduced except in full, without written 
approval from Reservoirs Environmental, Inc. Samples will be disposed of after sixty days unless longer 
storage is requested. If you have any questions about this report, please feel free to call 303-964-1986. 

Sincerely, 

Jeanne Spencer Orr 

President 

P: 303-964-1986 
F: 303-477-4275 

5801 Logan Street Suite 100 Denver, CO 80216 

Page 1 of 2 

1-866-RESI-ENV 
www.reilab.com 



RESERVOIRS ENVIRONMENTAL, INC. 
NVLAP Lab Code 10189e.O; TDH: #30.001$ 

TABLE I. TEM AIR FILTER SAMPLE DATA AND ANALYTICAL RESULTS 

RES Job Numtier: 
Client: 
Client Project Number / P.O.: 
Client Project Description: 
Date Samples Received: 
Analysis Type: 
Turnaround: 
Date Samples Analyzed: 

RES 225051-1 
R & R Environmental 
None Given 
Rocky Mtn. Power 3rd West Sub Station 
November 29, 2011 
TEM, AHERA 
24 Hour 
Novemt>er30, 2011 

Client Lab Area Air Number of Analytical Ast>estos Filter 
ID Numtter ID Numt>er Analyzed Volume Asbestos Sensitivity Concentration Loading 

Sampled Structures 
Detected 

(mm )̂ (U (s/cc) (s/cc) (s/mm )̂ 
3W-112811-S EM 829940 0.0800 1024 ND 0.0047 BAS BAS 
3W-112811-W EM 829941 0.0800 1035 ND 0.0046 BAS BAS 
3W-112811-N EM 829942 0.0800 1035 ND 0.0046 BAS BAS 
3W-112811-E EM 829943 0.0800 1033 ND 0.0047 BAS BAS 

NA = Not Analyzed 
ND = None Detected 
BAS = Below Analytical Sensitivity 
Average Grid Opening in mm'' =0.010 

Filter Material = Mixed Cellulose Ester 
Filter Diameter = 25 mm 
Effective Filter Area = 385 sq mm 

E l u u E l lan iwn 
DM C N . B a n s 

1 S S S 0 2 ^ ) 7 T » 

DATAQA 

Page 2 of 2 



Due Date:. 
Due Time: 

I ' -•^C' << R E S 225051 

5801 Logan St. Donvor, CO 80216 • Ph: 303 864-1886 • Fax 303-477-«7S • Toll Fiw :886 RESI-ENV 
Pasar: 303-609'209t 

Inc. 

CONTACT INFORMATION: 
Campany: 

M7U! .̂ rt̂ toS AdHraw: Plwna; Phona: 

Fax Fax: 

Prajtct Numbtr md/or P.a f: pmal Dan CnilnnMa email Addraui 

p™t«.o.«,w«.A«.«,iv ^ MfK. vfeu^ w^̂ i- ;>ui0 s>W^ 
pmal Dan CnilnnMa email Addraui 

ASBE8T08 UBORATORY HOURS: Weekdays: 7am • 7pm REQUESTED ANALYSIS VALID MATRIX CODES U B NOTES; 
PLM/POUl .RUSH (Same Day) 

(Rush PCM 
.PRIORmr (Next Day) ^STANDARD 
»2hr,TEW6hr.) 

CHEMISTRY LABORATORY HOURS; Weekdays; Sam • 6pm 
U»lal(s)/OuBt 
RCRA S/M8tal»& Welding 
Fume Sean/TCLP 

.RUSH 24 dr. 3̂-6 Day 

.RUSH 8 day 10 day 

.24hr, 3 day B̂Day 

**Pi1ornoliflo(tloiil» 
raqiXitil tor RUSH 

tumarauntft.** 

MICROBIOLOGY UBORATORY HOURS; Weekdays; Bam • 6pm 
E.eoll OiB7:H7, Conforms, 8.aureus 
SalmonellB, Listeria, Ceoll, APC, Y & M 
MoM 

24 hr, 2 Day 3-5 Day 

48 Hr. 3̂-6 Day 
^ ̂  RUSH II 1,̂ 4 Hr, 46 Hr, ,3 Dav , _gDay I 

"TumaiQund tlmoa astaMtah a laboratory priority, eubjaot to laboratory volunta and an not guamntooct. Additional fooa 
apply for aftartioura, maksnda and holldaya," 

Special Inatructlone: 

Client sample ID number (Sample ID'S must be unique) MICROaOLOOY 

Alr»A 
Di is fO 

SwabsSW 

Bulk>B 
Paint " P 
Wpe« W 
F»Food 

DrInMng Wtrter« DW| Waste Water" VW 
OaOttier 

"ASTM E1782 approved wlpa madia only^ 

Data 
Colladed 

Time 
Collected 

EM Number (Latxintoiy 
(/••Only) 

M I 
M21 
M.3 

10 
NunntMr of samples received: 

NOTB: RDwIII analyia Incsmlne aamplai 
analytiiialndleaBdon»l»Ch«lnjtfeu»lody 

(Additional samptaBahall be listed on attached long (drm.) 
upon infKBHnon raoalvad and will not 6a raiponilbia for amq or omlailona In ealculatlona raitMng trom tha Inaceutaoy ot original data. By ilgnlrig dant̂ campany rapiatantaUvt agraaa that ittemsalon «(*» fUlawms aamplaa (or raquaiiad 

iSa ananalyncalaarvleaaayeamaniwBh paymantlarma o(NBT30daya, (a»ura taeomplywith payminttarnit may raaultIn a i.Mt menlhly mtetaalturcliana. 

Data/nms: Relinquished By; 
Laboratoiy Use OnJ 
Reoelyed By; Dale/Tlnfie: I ^ '•^ ' . 

Date l w 3 0 Time |'..^Zft Inlttats/lttiContert 
^ 1 frier 

Sample Condition: On lee Sealed ^ iMa«t 
Tamp. (F«) Yea/No Yes/No Cj !5«/^o 

Results: 

Date yV-<to Time r SZ*? InlllalsSoMContact 
Phono Date Time InltlafB - ^ d ' 
Phona Date Time Inttiels 



Attachment I 

Key to Count Sheets 
Count Sheets 

Analytical Procedures 

Structures identifications consist of an Asbestos Type followed by a Structure Type 

Asbestos Type Structure Types 

A = Amosite 
An = Anthophyllite 
C = Chrysotile 
Cr = Crocidolite 
T = Tremolite 

F = Fiber 
B = Bundle 
C = Cluster 
M = Matrix 

ND = no structures detected 
M = other structure associated with a matrix 
NAM = Non Asbestos Mineral 
XGB = partly obscured by a grid bar 

Sizing Conversion 
1 length unit = 5 mm on screen = 0.278 micron 

1.80 length units = 0.5 micron 
18.0 length units = 5 microns 

1 width unit = 1 mm on screen = 0.0556 micron 

Jeanne S. Orr 
Nathan DelHierro 
Angela Heitger 
Jonathan Bernard 

TEM Analysts 
Paul D. LoScalzo 
Mark Steiner 
Norberto Zimbleman 
Robert Workman 

TEM Confidence Limits 
35 1 35 1 

I 30 
z 
a 25 

. - ' ' 
1 2 20 - , , - ' ' 
« 1, _.'" — 
S 115 - - ' ' ^— 
u ^ J'' — ' . - ' 
1 10-

^— .•''' 
1/1 

^^^^^ 

0 
0 5 10 15 20 

Numl>er of Structures Counted 

Upper and lower 95% confidence tx)unds for the number of structures counted assuming a Poisson distribution. 

File: Shared on server T/Offfoms.sg/Attachment I 
Revised: 12/9/10 



Laboratory name: REl 

Instrument JEOL100CX Nfs) 

Voltage (KV) 100 KV 

Magnification (201$: 10KX 
Grid opening area 
(mm2i ' o.or 

Scale; 1L = 0.28 um 

Scale: 1D = , 0.056 um , • :: :• 
Primary filter area 
(mnfi2) 
Siscortdary Filter Area 
(mm2) 

QAType 

Reservoirs Environmental, Inc. 
TEM Asbestos Structure Count 

Page 1 of. 

Client: 

Sample Type (A=Air, D=Dust): >̂ . 
Air volume (L) or dust area 
(cm2) 

Date received by lab 

Lab Job Number. 

Lab Sample Number 

F-Factor Calculation (Indirect Preps Only): 

Fraction of prbnaty RKsr used 

Total Resusp«nsion Vduni* (ml) 

Volunw Applied to ucondary filtar 
(ml) 

Analyzed bv 

Analysis date 
Meftod (ODirect, l^lndirect, 
IA=lndirect, ashed) 
Counting rules 
(ISO, AHERA, ASTM) 

Grid storage location Month Analyzed 

Scope Alignment Date Analyzed 

Grid Grid Opening structure No. of Sthjctures Dimensions Identification. Mineral Class 

Sketch/Comments 

1 = ves, blank = no 
Grid Grid Opening 

Prirr Total Length Width 

Identification. 

Amphlbole c NAM Sketch/Comments Sketcti Photo EDS 

K b S-Y/ ./)r-S 

1 
I I 

^ 

• • 
/ ' / 

— 

/ ^ I ..., 
/ J 
/ 

LA » Libby-type amphlbole OA = Other (non-Ubby type) amphibole C » Chrysotile NAM = Non-asbestos material 
T:\QAaCI^TEM\Lab OocsVTEM Count Sheet rav.l-l 1 .x)s 



Laboratory naine: 

Instrument 

Voltage (KV) 

Magnification 

S'econdary Filter Area 
(mm2) 

Reservoirs Environmental, Inc. 
TEM Asbestos Strticture Count 

Page 1 of. 

Client: i i S B 
Sample Type (A=Alr, D^Duat): 
Alr volume (L) or dust area 
(cm2) i l l 
Date received by lab i 

Lab Job Number " 1 * 

Lab Sample Number i 
FracHon of primary fRtef used 

Total RMuspenskm VOIUTTM (mQ 

Vokmne Applied to socondaiy flltor 

m 

Analyzed by- [ i i i l i i -
Analysis date 
Method (D=Direct, l=lndirect, 
IA=lndlrect, ashed) 
Counting njles 
(ISO. AHERA. ASTM) 

Grid storage location Month Analyzed 

Scope Alignment 'it>afte'Analyzed 

Grid Grid Opening Stnicture No of Stiuctures Dimensions Identification. Mineral Class 

Sketch/Comments 

1 =" yes, blank = no Grid Grid Opening 
^yP* Prtn ̂ ''y. Total Length Wklth 

Identification. 

Amphibole C NAM Sketch/Comments Sketch Photo EDS 

A' 

,,, ^ i ^ O / * 
jlli!;!;!; I 

,,,, R̂ p̂ 
3 

-i 
^ 

/ 
/ ^ 

/ 
( 

LA » Ubby-type amphlbole OA = Other (non-Libby type) amphibole C » Chrysotile NAM = Non-asbestos material 



Laboratory name: REini'r^i^??^:5 

Instalment 

Voltage (KV) 

Magnification 
Grid opening area 
(mm2) 

Scale: 1L = ' 

Scale: 10 •• 
Primary filter area 
(mm2) 
Siscondaiy Filter Area 
(mm2) 

QATvpe 

Reservoirs Environmental, Inc. 
TEM Asbeistos Structure Count 

Page 1 of. 

Client: 

Sample Type (A=Air, D^Dust): 
Air volume (L) or dust area 
{cm2) 

Date received by lab 

Lab Job Number 

Lab Sample Numben 

F-Factor Cateulatkm (Indirect Preps Only): 

Fiaclion of primary lUter us«d 

Total Resuspenston Volume (ml) 

Volume Applied to sacondaiy filter 
(mO 

Analyzed by-

Analysis date 
Method (D^Direct, l=lndirect, 
lA^lndirect ashed) 
Counting rules 
(ISO, AHERA. ASTM) 

Grid storage k>cation Month Ana^yzed 

Scope Alignment liDate Analyzed 

Grid Grid Opening Structure No of Sttuctures Dimensions Identification. -Mineral Class 

Sketch/Comments 

1 = yes, blank = no' Grid Grid Opening 
^yP« : Prir "*"Y Total Length Width 

Identification. 

Amphibole C NAM Sketch/Comments Sketch Photo EDS 

Pr 

/ ^ / ^ . . ot h • • S-s 
/ /Tl -fa. tri 

S Nh 
1 

- • / 

LA 3 Libby-type amphibole OA = Other (non-Ubby type) amphibole C " Chrysotile NAM = Non-asbestos material 
T^OACmr OKITTEU" — — 



Reservoirs Environmental, Inc. 
TBM Ast>estDS Structure Count 

Page 1 of. 

Laboratory name: li 
Instrument 

Voltage (KV) 

Magnification 
Grid opening area 
(mm2) 

Scale: 1L = 

Scale: 10 = 'rli^iipoJOSa urrn M 
Primary fater area 
(mm2) 
Siscondaiy Filler Area 
(mm2) 

QAType 

Client: 

Sample Type (A=Air. 0=Dust): pi 
Air volume (L) or dust area 
(cm2) 

Date receh/ed by lab m 
Lab Job Number 

Lab Sample Nunnber 

FrFactor Calculation (Indirect Preps Only): 

Fraction of primary fUter used 

Total Rasuspension Vcluni* (mO 

Voluma Applied to secondary lUtar -
(mO 

Analyzed by-

Analysis date 
Method (D=0irect, I'Indirect, 
IA=lndirect ashed) 
Counting rules 
(ISO, AHERA. ASTM) 

Grid storage k>cation "Montti Analyzed 

Scope Alignment : Date Analyzed 

Grid Grid Opening Stnjcture No of Sttuctures Dimensions IdentlficaSon Mineral Class 

Sketch/Comments 

1 <:yes..blank = no Grid Grid Opening 
''•^ • PIK "a^Y Total Length WWth 

IdentlficaSon 

Amphlbole C NAM Sketch/Comments Sketch Photo EDS 

A 
fM'3 

l£L(y^ ^ . 5- / . 

6 •.:r..:-:.<T 

\-

/ O 
- • 

( ^ ^ . 

i"! 1 1 r 

•il t 
' 1 

LA " Libby-type amphibole OA = Other (non-Ubby type) amphibole C « Chrysotile NAM - Non-asbestos material 
TtlOAOTM 



Analytical Procedures - AHERA 

Transmission electron microscopy/energy dispersive X-ray spectrometry/selected area electron diffraction 
(TEM/tDX/SAED) was employed in the analysis of the samples, which were collected on 25 mm mixed 
cellulose ester air filters. A portion of each filter was collapsed with acetone and etched in a plasma asher. 
The etched filter was then coated with a thin layer of carbon in a carbon side down. The sample was then 
placed inside a condensation washer and treated with acetone to remove the filter matrix and expose any 
inert material. 

For each sample, enough grid openings on a 200 mesh TEM grid are analyzed to ensure an analytical 
sensitivity of at least 0.005 structures/cc. A minimum of four grid openings from 'two preparations are 
analyzed for each sample. The grid openings are searched for fibrous structures which, if present are 
analyzed by SAED and/or EDX (elemental analysis). The AHERA protocol requires SAED confirmation 
of enough chrysotile asbestos structures on each sample to cause the sample to exceed 70 structures/mm^ 
(usually 4 or 5 structures). Both SAED and EDX confirmation are required of enough amphibole structures 
on each sample to cause the sample to exceed 70 structures/mm^ (usually 4 or 5 structures) per sample. 
Either SAED or EDX is required for the remaining asbestos structures of either type. The morphology of 
each structure is determined and the length and the diameter of any asbestos structures are recorded. 
Asbestos fibers, bundles, cluster and matrices were identified and recorded. The asbestos structures have 
been defined in AHERA as follows: 

Fiber: is a structure having a minimum length greater than or equal to 0.5 
micron with an aspect ratio of 5:1 or greater with substantially parallel 
sides. 

Bundle: is a structure composed of three or more fibers in parallel arrangement, 
with each fiber closer than the diameter of one fiber. 

Cluster: is a structure with fibers in random arrangements such that all fibers are 
intermixed and no single fiber is isolated from the group. 

Matrix: is a fiber or fibers with one end free and the other end embedded or 
hidden by a particulate. The exposed fiber end must meet tHe fiber 
definition given above. 

If more than 50 asbestos structures are identified and confirmed on a sample, AHERA analysis may be 
terminated after completion of the grid opening, which contains the 50 structure. AHERA protocol 
requires the laboratory to reject any clearance sample which contains in excess of 25% total particulate 
loading or which appears to be unevenly loaded. 

The AHERA protocol includes specific sampling requirements, including minimum numbers of samples 
and minimum air volumes. Specifically, the 70 structures/mm^ clearance criteria is only allowed for sets 
five inside samples (collected in a group of 13 samples including: five outsides and three blanks) with 
volumes greater than 1200 liters (40 CFR Part 763, page 41894). Deviation from the AHERA sampling 
protocol may affect the validity of the analytical results. Analysis of samples collected by non-protocol 
methods are not accredited by NVLAP 

Equations Used for Calculations 

Area Analyzed, mm̂  = # GO counted x Average GO Area (mm) 

Concentration, s/cc = # Ast)estos Structures x 1 x Eff. Filter Area (mm̂ ) x IL 
# GO Counted Volume (L) Average GO area (mm̂ ) lOOOcc 

Filter loading, s/mni2 = # Asbestos stmctures 
Area Analyzed (mm̂ ) 

GO = TEM grid opening 

File: Shared on server T/Offforms.sg/AHERA Procedures 
Revised: 02/27/02 



'-AB Resen/airs En\/iranmental, Inc. 

December 1, 2011 

Eldon Romney 
R & R Environmental 
47 West 9000 South #2 
Sandy UT 84070 

Laboratory Code: 
Subcontract Number 
Laboratory Report: 
Project #/P.O. # 
Project Description: 

RES 
NA ' 
RES 225094-1 
None Given 
None Given 

Dear Customer, 

Reservoirs Environmental, Inc. is an analytical laboratory accredited for the analysis of Industrial Hygiene 
and Environmental matrices by the National Voluntary Laboratory Accreditation Program (NVLAP), Lab 
Code 101896-0 for Transmission Electron Microscopy (TEM) and Polarized Light Microscopy (PLM) 
analysis and the American Industrial Hygiene Association (AIHA), Lab ID 101533 - Accreditation Certificate 
#480 for Phase Contrast Microscopy (PCM) analysis. This laboratory is currently proficient in both 
Proficiency Testing and PAT programs respectively. 

Reservoirs Environmental, Inc. has analyzed the following samples for asbestos content as per your 
request. The analysis has been completed in general accordance with the appropriate methodology as 
stated in the attached analysis table. The results have been submitted to your office. 

R E S 225094-1 is the job number assigned to this study. This report is considered highly confidential 
and the sole property of the customer. Reservoirs Environmental, Inc. will not discuss any part of this study 
with personnel other than those of the client. The results described in this report only apply to the samples 
analyzed. This report must not be used to claim endorsement of products or analytical results by NVLAP or 
any agency of the U.S. Government. This report shall not be reproduced except in full, without written 
approval from Reservoirs Environmental, Inc. Samples will be disposed of after sixty days unless longer 
storage is requested. If you have any questions about this report, please feel free to call 303-964-1986. 

Sincerely, 

Jeanne Spencer Orr 

President 

P: 303-964-1986 
F: 303-477-4275 

5801 Logan Street Suite 100 Denver, CO 80216 

Page 1 of 2 

1-866-RESI-ENV 
www.reilab.com 



RESERVOIRS ENVIRONMENTAL, INC. 
NVLAP Lab Code 1018964; TDH: #30.0015 

TABLE I. TEM AIR FILTER SAMPLE DATA AND ANALYTICAL RESULTS 

RES Job Number: 
Client: 
Client Project Number / P.O.: 
Client Project Description: 
Date Samples Received: 
Analysis Type: 
Turnaround: 
Date Samples Analyzed: 

RES 225094-1 
R & R Environmental 
None Given 
None Given 
November 30, 2011 
TEM, AHERA 
24 Hour 
November 30, 2011 

Client Lab Area Air Number of Analytical Asl>estos Filter 
ID Numt>er ID Numl>er Analyzed Volume Ast>estos Sensitivity Concentration Loading 

Sampled Structures 
Detected 

(mm )̂ (L) (s/cc) (s/cc) (s/mm*) 
3W112911-N EM 830133 0.0700 1444 ND 0.0038 BAS BAS 
3W112911-S EM 830134 0.0700 1140 ND 0.0048 BAS BAS 
3W112911-E EM 830135 0.0700 1140 ND 0.0048 BAS BAS 
3W112911-W EM 830136 0.0700 1146 ND 0.0048 BAS BAS 
Blank EM 830137 NA 0 NA — — — 
Blank EM 830138 NA 0 NA — — — 
NA = Not Analyzed 
ND = None Detected 
BAS = Below Analytical Sensitivity 
Average Grid Opening in mm"^ =0.010 

Filter Material = Mixed Cellulose Ester 
Filter Diameter = 25 mm 
Effective Filter Area = 385 sq mm 

DATAQA 

Page 2 of 2 



Due Date: '•I 

Due Time: "^ScZi^^ 

R E S 225094 

Bg| "-AB Reservoirs Enviranmentai, inc. 
5801 Ijc^an St. D»nv«r, CO 80216 • Ph: 303 964-1986 • Fax 303^77.4275 • Toll Free :866 RESI-ENV 

Comp.ny: 1g,^vAW^I^^WIAUTJ, X , ^ , . 
Company: Contact: 

Address: Phone: 

^A^(^ jl.f-^/L ^M/TZO Fax: < • ' Fax: 

C4lVpag«r 

Project Number and/or P.O. itt Final Data Deltverabte Email Address: 

PAY ^ C ^ - ? ^ t i r ^ ^ i ? ^ Preset DeicrfpbOfVLocation: 

Final Data Deltverabte Email Address: 

PAY ^ C ^ - ? ^ t i r ^ ^ i ? ^ 

ASBESTOS LABORATORY HOURS: Weekdays: 7am • 7pm 

P u S T p c i ^ RUSH (Same Day) ><r^PR10Rirf (ttert Day) STANDARD 

(Rush PCM = 2hr, TEM = 6hr.) 

REQUESTED ANALYSIS VALID MATRIX CODES LABNOTES: 

CHEMISTRY LABORATORY HOURS: Weekdays: 8am - 5pm 

Metal(s) / Dust 

RCRA 8 / Metals & Welding 
Fume Scan / TCLP 

Organics 

RUSH 24 hr. 3-5 Day 

RUSH 5 day 10 day 

24 hr. 3 day ^ Day 

"Prior notlflcation Is 
required for RUSH 

turnarounds." 

"Aiialysls turnarounds are subject to leboratory sample volume and are not guaranteed. You wlb be notiflted 
H delays are expected. Additional fees apply for aftertiours and twOdays for all analysis type*.** ., 

Special Instructions: . 

Cl ient sample ID number 

1\ 
(Sample ID'S misx be unique i 

Alr = A 

Dust = D 

Soil = S 

Bulk = B 

Paint = P 

Wip6 = W( 

Drinking Water = DW 

Waste Water = UWV 

Other = 0 

"ASTM El 792 approved wipe media only** 

IS 
E 
3 
§ <0 

Date 
Collected 
mnVddyyy 

Time 
Collected 
hti/mma/p 

EM Number (Laboratory 
Oaa Only) • 

•2L Id. 2 = ^ 7 

3-1 

a. 

10 
11 

12 

13 

Number of samples received: (Addltiional samples sTiatHseJisted on attactied long form.) 
NOTE: REl will analyze Insgjoin̂ aamples base(̂ SipiiiiJn(s(p4tion received and wll not be responsible fCr errors or oniissiSneJiifalculations resuKlng from the inaccuracy or original date. By signing dienl/company representative agrees that tubmisslon of the 

following samolea'^^QueitedyialvsIs as Indicated on this Chain of Custody shall constitute an analytical services agreementTwoimgynenl terms of NET 30 days, (allure to comply with peymeni tenns may result In a 1.8% monthly interest surcharge. 

Rel inquished By: 

Laboratory Use Only 
Received By: ^ Date/Time: 1 / - S W - ( / ^ " ^ C S g e ^ Carrier: t i ' ^ ' f c : : ^ - | ^ N ; / 

D a t e | \ - 3 0 T l m e g : 4 o P Initials^gvV Contact Page Phone ^r ia i iyax Date ^ 2 - / / / / / T i m e ^ / ^ ^ I n i t i a l s . ^ 

Sample Condition: On Ice Sealed Intact 

Temp, (po) Y/N Y/N (p/N 

Results: Contact 

Contact Time Initials Contact Page Phone Email Fax Date Time Initials 

S'<s«sr2- '^^rs^ssT' ces-s>/ 



Attachment I 

Key to Count Sheets 
Count Sheets 

Analytical Procedures 

Structures identifications consist of an Asbestos Type followed by a Structure Type 

Asbestos Type Structure Types 

A = Amosite 
An = Anthophyllite 
C = Chrysotile 
Cr = Crocidolite 
T = Tremolite 

F = Fiber 
B - Bundle 
C = Cluster 
M = Matrix 

ND = no structures detected 
M = other structure associated with a matrix 
NAM = Non Asbestos Mineral 
XGB = partly obscured by a grid bar 

Sizing Conversion 
1 length unit = 5 mm on screen = 0.278 micron 

1.80 length units = 0.5 micron 
18.0 length units = 5 microns 

1 width unit = 1 mm on screen = 0.0556 micron 

Jeanne S. Orr 
Nathan DelHierro 
Angela Heitger 
Jonathan Bernard 

35 

TEM Analysts 
Paul D. LoScalzo 
Mark Steiner 
Norberto Zimbleman 
Robert Workman 

TEM Confidence Limits 

5 10 15 
Numl)er of Structures Counted, 

20 

Upper and lower 95% confidence bounds for tiie number of structures counted assuming a Poisson distribution. 

File: Shared on server T/Offfomis.sg/Attachment I 
Revised; 12/9/10 



10f. 

Laboratory name: REl 

Instrument JEOL100CX N S 

Vohafle (KV) 100 KV 

Maanification (̂ Ot?X 10KX 
Grid opening area 
(mm2) 0.011 

Scale: 1L = : • : : 0.28 um 

Scale: 1D = 0.056 um 
Primary filter area 
(mm2) ". 385 • •' • • 
Secondary Filter Area 
(mm2) 

CJAType 

Reservoirs Environmental, Inc. 
TEM Asbestos Structure Count 

Client: 

Samole Tvoe (A=Air. D=Dust): 
Air volume (L) or dust afiea 
(cm2) 

Date received bv lab 

Lab Job Numben 

Lab Sample Number 

F-Factor Calculafion (Indlretrt Preps Only): 

Fraction of primary filter used 

Total Resuspension Volume (ml) 

Volunra Applied to secondary filter 
(ml) 

Analyzed bv 

Analvsis date : 11-36-/(: 
Method (D=Direct, l=indirBct, 
iA'=lndlrect, ashed) 
Counting rules 
(ISO. AHERA. ASTM) 

Grid storage location Month Analyzed 

Scope Alignment Dbte Ar^aiyzed 

Grid Grid Opening Structure 
Type 

No. of Structures Dimensions Identification Mineral Class 

Sketch/Comments 

1 = ves, blank = no Grid Grid Opening Structure 
Type 

Primary Total Length Width 

Identification 

Amphibole C NAM Sketch/Comments Sketch Photo EOS 

Pi l^b 

A- - 'l-lo\ 

G3-3 
\ 

1 ' 'J' -,6- To, f :> ?-/<: aS 
E 

/ 

v(\30 

LA = Libby-type amphibole OA = Other (non-Libby type) amphibole C = Chiysotile NAM = Non-asbestos material 
T:V:iAOCtLebvrEMU.at> (SocsVTEM Cotinl Sheet rev.1-tl.xls 



Reservoir^ Environmental, Inc. 
Page 1 of. 

Laboratory name: •:'::?;̂ ':̂ ^?'"RE|-i?-' 

Instrument J E O L K W b x N S 

Voltaae(KV) :7"':i'5v:':'.i()(3IW-̂  

Magnification 
Grid opening area 
(mm2) 

Scale: M = • ;̂ ;'v!;;\;jK6.i26ijrTi'̂ :;'̂ 'i:̂  

Scale: 1D = 
Primary filter area 
(mm2) 
Secondary Filter Area 
(mm2) 

QATvpe 

Client: 

Sample Type (A=Air. D=Dust): 
Air volume (L) or dust area 
(cm2) 

Date received by lab 

Lab Job Number 

Lab Sample Number 

F-Factor Calculation (Indirect Preps Only): 

Fraction or primary filter us«d 

Total Resuspension Volume (mQ 

Volume Applied to seooivlary filter 
(ml) 

Analyzed bv mi/imm 
Analysis date 
Method (D=Olrect, l=>lndlrect, 
IA=lndlrect, ashed) 
Counting rules 
(ISO, AHERA. ASTM) 

Grid storaqe location Month Atialyzed 

Scope Alignment vDateAriaiyzkl/ 

Grid Grid Opening Structure 
Type 

No. of St ructures Dimensions Identification Mineral Class 

Sketch/Comments 

1 = ves, blank = no Grid Grid Opening Structure 
Type 

Primary Total Length Width 

Identification 

Amphibole c NAM Sketch/Comments Sketch Photo EDS 

A 
620 ah '^t 

-ft -

ISA 
1 

c > — -
t i:;:':::.i|:|:iif:;:; 

LA = Libby-type amphibole OA = Other (non-Libby type) amphit)ole C = Chrysotile NAM = Non-asbestos material 
T:VQAQC\LiU)\TEM\Lal> Doce\TEM Count Sneet rav.l-ll jds 



Reservoirs Environmental, Inc. 
Page 1 of. 

Laboratory name: :i'-:i-rl-̂ ':-'>:-:;'RE|-'T̂ ^ 

Instrument JEOL 100 CX N / T ) 

Voltaoe (KV) 'S^.:.rP>-iOO:}<S/~.M-'^ 

Magnification CS5?X 10KX 
Grkl opening area 
(mm2) 

Scale: 1L = •.'vi-::i -:;;;̂ ();2£i tim:''-g":;:.;-

Scale: 1D = i;;'!:̂ ĵ ;'';:ib;o&S'unri.̂ ':̂ ^̂  
Primary filter area 
(mm2) 
Secondary Filter Area 
(mm2) 

QATvpe 

Client: 

Sample Type (A=Alr. D=Dust): mmm. Air volume (L) or dust area 
(cm2) 

Date received bv lab 

Lab Job Number 

Lab Sample Number 

Fraction of primaiy filter used 

Total Ftesuspenslon Volume (ml) 

Volume Applied to sacondaiy filler 
(mO 

Analyzed bv 

Analysis date 
Method (D^Direct, |Blndirect, 
IA=lndlrect. ashed) 
Counting rules 
(ISO. AHERA, ASTM) 

Grid storage location Month Analyzed 

Scope Alignment 'bate Analyzed:: 

Grid Grid Opening 
Structure 

Type 
No. of Structures Dlmensk>n8 Identification Mineral Class 

Sketch/Comments 

1 = yes. blank = no Grid Grid Opening 
Structure 

Type Primary Total Length Width 

Identification 

Amphibole c NAM Sketch/Comments Sketch Photo EDS 

A 
\cs3 

; n M 

B 
« 

n 
Y 

/ 

I 

LA = Libby-type amphlbole OA = Other (non-Libby type) amphlbole C = Chrysolite NAM = Non-asbestos material 
T;KlAiaC\Lat)\TEIil\Lab DocsMEM Count Sneet rev.1-11.> 



Reservoirs Environmental, Inc. 
TEM Asl>estos Structure Count 

Page 1 of. 

Laboratory name: •;i'̂ -^:''.;..--"R& Client: Analyzed bv mmmM 
Instrument JEOL 100 CX l i T ^ Sample Type (A=Air. D=Dust): mmm. Analvsis date 

Voltage (KV) :;:|''-^:l6o'lW^^-:^:;S^-i?. 
Air volume (L) or dust area 
(cm2) 

Method (D^Oirect, l=>lndirect, 
IA=lndirect. ashed) 

Magnification •-̂ '•:̂ -:E?̂ DRx:-;ioi6('i-:jî  Date received by lab 
Counting rules 
(ISO. AHERA. ASTM) 

Grid opening area 
(mm2) '•̂ ••̂ ':iP¥̂ :̂-b.oii;''-i-̂ =̂S Lab Job Number GrM storage location Month Ariatvifed 

Scale: 1L = •:;/.;::a:-;-:;6.26 iiih':':"-::-^- Lab Sample Number Scope Alignment bate'Arialyzed. 

Scale: 10 = ":::(-'W >̂:6lb5SS'Urn:,::'̂ ^̂  F-Factor Calculation (Indirect Preps Oniy); 
• 

Primary filter area 
(mm2) 

Fraction of primary filter used 

Secondary Filter Area 
(mm2) 

Total Resuspension Vokurie (ml) 

QATvpe 
,;;;;•:j;;;.:::'::,:v;;;;e;̂ ;:̂ •̂̂ ^ Volume Applied to secondary filter 

(ml) 

Grid Grid Opening stnicture 
Type 

No. of Stmctures Dimensk)ns Identification Mineral Class 

S|<etch/Comments 

1 = ves. blank = no Grid Grid Opening stnicture 
Type 

Primary Total Length Wklth 

Identification 

Amphibole . C NAM S|<etch/Comments Sketch Photo EOS 

A 
PL, A 

Pr 0 .o t 5 -
jiiiiii::-:::-;!;;:;! 

&• 
'A \f)nC 

/ 'V 1 

/v/5 i./y N 

/ l /D 

LA = Libby-type amphlbole OA = Other (non-Libby type) amphibole C = Chrysotile NAM 3 Non-asbestos material 
T:\QAaoub\TEUMAb Doca\TEMCouHStieetiev.i-llj(l9 



Analytical Procedures - AHERA 

Transmission electron microscopy/energy dispersive X-ray spectrometry/selected area electron diffraction 
(TEN4/EDX/SAED) was employed in the analysis of the samples, which were collected on 25 mm mixed 
cellulose ester air filters. A portion of each filter was collapsed with acetone and etched in a plasma asher. 
The etched filter was then coated with a thin layer of carbon in a carbon side down. The sample was then 
placed inside a condensation washer and treated with acetone to remove the filter matrix and expose any 
inert material. 

For each sample, enough grid openings on a 200 mesh T E M grid are analyzed to ensure an analytical 
sensitivity of at least 0.005 structures/cc. A minimum of four grid openings from two preparations are 
analyzed for each sample. The grid openings are searched for fibrous structures which, if present are 
analyzed by SAED and/or EDX (elemental analysis). The AHERA protocol requires SAED confirmation 
of enough chrysotile asbestos structures on each sample to cause the sample to exceed 70 structures/mm'̂  
(usually 4 or 5 structures). Both SAED and EDX confirmation are required of enough amphibole structures 
on each sample to cause the sample to exceed 70 structures/mm^ (usually 4 or 5 structures) per sample. 
Either SAED or EDX is required for the remaining asbestos structures of either type. The morphology of 
each structure is determined and the length and the diameter of any asbestos structures are recorded. 
Asbestos fibers, bundles, cluster and matrices were identified and recorded. The asbestos structures have 
been defined in AHERA as follows: 

Fiber: is a structure having a minimum length greater than or equal to 0.5 
micron with an aspect ratio of 5:1 or greater with substantially parallel 
sides. 

Bundle: is a structure composed of three or more fibers in parallel arrangement, 
with each fiber closer than the diameter of one fiber. 

Cluster: is a structure with fibers in random arrangements such that all fibers are 
intermixed and no single fiber is isolated from the group. 

Matrix: is a fiber or fibers with one end free and the other end embedded or 
hidden by a particulate. The exposed fiber end must meet the fiber 
definition given above. 

If more than 50 asbestos structures are identified and confirmed on a sample, AHERA analysis may be 
terminated after completion of the grid opening, which contains the 50' structure. AHERA protocol 
requires the laboratory to reject any clearance sample which contains in excess of 25% total particulate 
loading or which appears to be unevenly loaded. 

The AHERA protocol includes specific sampling requirements, including minimum numbers of samples 
and minimum air volumes. Specifically, the 70 structures/mm^ clearance criteria is only allowed for sets 
five inside samples (collected in a group of 13 samples including: five outsides and three blanks) with 
volumes greater than 1200 liters (40 CFR Part 763, page 41894). Deviation from the AHERA sampling 
protocol may affect the validity of the analytical results. Analysis of samples collected by non-protocol 
methods are not accredited by N V L A P 

Equations Used for Calculations 

Area Analyzed, rrun̂  = # GO counted x Average GO Area (mm) 

Concentration, s/cc = # Asbestos Structures x 1 x Eff. Filter Area (mm )̂ x IL 
# GO Counted Volume (L) Average GO area (mm )̂ lOOOcc 

Filter loading, s/mm2 = # Asbestos structures 
Area Analyzed (mm") 

GO = TEM grid opening 

Pile: Shared on server T/Offfonns.sg/AHERA Procedures 
Revised: 02/27/02 



!=AB Reser\/airs Eni/ironmentaL Inc, 

December 2, 2011 

Eldon Romney 
R & R Environmental 
47 West 9000 South #2 
Sandy UT 84070 

Laboratory Code: 
Subcontract Number: 
Laboratory Report: 
Project # /P .O . * 
Project Description: 

RES 
NA 
RES 225202-1 
None Given 
Pacificorp 3rd West 
Substation 

Dear Custonrier, 

Reservoirs Environmental, Inc. is an analytical laboratory accredited for the analysis of Industrial Hygiene 
and Environmental matrices by the National Voluntary Laboratory Accreditation Program (NVLAP), Lab 
Code 101896-0 for Transmission Electron Microscopy (TEM) and Polarized Light Microscopy (PLM) 
analysis and the American Industrial Hygiene Association (AIHA), Lab ID 101533 - Accreditation Certificate 
#480 for Phase Contrast Microscopy (PCM) analysis. This laboratory is currently proficient in both 
Proficiency Testing and PAT programs respectively. 

Reservoirs Environmental, Inc. has analyzed the following samples for asbestos content as per your 
request. The analysis has been completed in general accordance with the appropriate methodology as 
stated in the attached analysis table. The results have been submitted to your office. 

R E S 225202-1 is the job number assigned to this study. This report is considered highly confidential 
and the sole property of the customer. Reservoirs Environmental, Inc. will not discuss any part of this study 
with personnel other than those of the client. The results described in this report only apply to the samples 
analyzed. This report must not be used to claim endorsement of products or analytical results by NVLAP or 
any agency of the U.S. Government. This report shall not be reproduced except in full, without written 
approval from Reservoirs Environmental, Inc. Samples will be disposed of after sixty days unless longer 
storage is requested. If you have any questions about this report, please feel free to call 303-964-1986. 

Sincerely, 

Jeanne Spencer Orr 

President 

P: 303-964-1966 
F: 303-477-4275 

5801 Logan Street Suite 100 Denver, CO 80216 

Page 1 of 2 

1-866-RESI-ENV 
www.reilab.com 



RESERVOIRS ENVIRONMENTAL, INC. 
NVLAP Lab Code 101896.0; TDH: #304)015 

TABLE I. TEM AIR FILTER S A M P L E DATA AND ANALYTICAL RESULTS 

RES Job Numlier: 
Client: 
Client Project Numl>er / P.O.: 
Client Project Description: 
Date Samples Received: 
Analysis Type: 
Turnaround: 
Date Samples Analyzed: 

RES 225202-1 
R & R Environmental 
None Given 
Pacificorp 3rd West Substation 
December 1, 2011 
TEM, AHERA 
24 Hour 
December 2, 2011 

Client Lab Area Air Number of Analytical Asbestos Filter 
ID Numt]er ID Numljer Analyzed Volume Asbestos Sensitivity Concentration Loading 

Sampled Structures 
Detected 

(mm^) (L) (s/cc) (s/cc) (s/mm^) 
3W113011-N EM 830771 0.0700 1110 ND 0.0050 BAS BAS 
3W113011-S EM 830772 0.0700 1108 ND 0.0050 BAS BAS 
3W113011-E EM 830773 0.0700 1110 ND 0.0050 BAS BAS 
3W113011-W EM 830774 0.0700 1114 ND 0.0049 BAS BAS 
Blank (Not on Grig. COC) EM 830775 NA 0 NA — — — 
Blank (Not on Grig. COC) EM 830776 NA 0 NA — — — 
NA = Not Analyzed Filter Material = Mixed Cellulose Ester 
ND = None Detected 
BAS = Below Analytical Sensitivity 
Average Grid Opening in mm'' = 0.010 

Filter Diameter = 25 mm 
Effective Filter Area = 385 sq mm Ovl 

0 I 
D A T A Q A 

Page 2 of 2 



Due Date: ' I [ 

Due T i m e : ^ _ i 2 2 S f ^ 

Jc RES 225202 

WE' t-AB Reservoirs Environmentai, inc. 
5801 Logan St. Denver, CO 80216 • Ph: 303 9&«.198S • Fex 303-477-4275 • Toll Free :866 RESI^ NV 

SUBMITTED BY: 
Company: 

INVOICE TO: (IF DIFFERENT) CONTACT INFORMATION: 
Company: Contact 

Fax: Fax: 

CalUpegar. Cell/pager. 

Project Number ana/or P.O. * Final Data Oelivarabia Email Addrett: 

Project OesatptiotVt.ocatiore 

ASBESTOS LABORATORY HOURS: Weekdays: 7am • 7pm REQUESTED ANALYSIS VALID MATRIX CODES LABNOTES: 
P L M / P C M / T E M R U S H (Same Day) ?< t>R10RlTY (Next Day) S T A N D A R D 

( R u s h P C M = 2hr, T E M = 6hr.) 

C H E M I S T R Y L A B O R A T O R Y H O U R S : W e e k d a y s : 8 a m • 5 p m 

M e t a l ( s ) / D u e t 

R C R A 8 / Meta ls & W e l d i n g 

F u m e S c a n / T C L P 

Organ i cs 

. R U S H 24 tir. 3-5 Day 

R U S H 5 day 10 day 

24hr . 3 d a y 5 D a y 

"P r i o r noUflcatlon Is 
required for RUSH 

turnarounds.** 

"Afiajyals turnarwinds are subject to laboratory satnpfe. volume and are not guaranteadL You will be notHIted 
If delays are expected. Additional fees apply for afterhours and liolldays tor all artalysis types.^* 

Special Instructions: 

Client sample ID numbei (Sample ID's must be unique) 

S 6 
. S2 

i i 

tu ^-

' .7 
S I 

Air = A 

Dust = D 

Soi l = S 

Bulk = B 
Paint = P 

Wipe = W 

Drinking Water = D W 

Waste Water = W W 

Other = 0 

••ASTM E1792 approved wipe media only*' 

« 3 

Date 

Col lected 
mm/do/yy 

Time 

Col lected 
ttfi/mm a/p 

E M Numbierdaboratory 
Use Only) 

UM 
^ 2 -

m 
3:t 

is 3-4-

10 
11 
12 
13 
Number of samples received: 

NOTE: REl will analyze incomlnii tampti 
fdkiwlng sampleaj»feC|tSsna-«raly3li 

(AddKlional samples stiall be listed on attached long form.) 

informetion received and wUl not be responsible for errors cr omissions in calculalions resulting froni the inaccuracy of original data. By signing diery/company representative agrs%r>lhat submission of ttie 
on tills C M n of Custody siiall constitute an analytical services agreenyant with lyyment terms of NET 30 dey«, failure to comply with payment terms may rejull In a 1.5% monthly interest surcharge. igreenyant with lyyment temis of NET 30 di 

U l l Daterrime: f \ 

^ '^^-^•'^ Carrier; 

Relinquished By: 
Laboratory Use Only 
Received By: ate/Time: 

Results: Contact Time Initials 

Sample Condition: 

Temp. (F') 

O n Ice 

yyN 

Sealed 

Y / N 

Intact 

Contact Page P h o n e f E m a i l ^ a x D a t e | ' 2 ' " ' 2 - Tinne j K / f ^ I n i t i a l s ^ V ' 

Contact Page Phone Enrail Fax Date Tiine Initials Contact P a g e Phone Emai l Fax Date Time Initials 

<S"^r52- • ^ c i ' ^ X " «?>^<£,.S> 



Attachment I 

Key to Count Sheets 
Count Sheets 

Analytical Procedures 

Structures identifications consist of an Asbestos Type followed by a Structure Type 

Asbestos Type Structure Types 

A = Amosite 
An = Anthophyllite 
C = Chrysotile 
Cr = Crocidolite 
T = Tremolite 

F = Fiber 
B = Bundle 
C = Cluster 
M = Matrix 

ND = no structures detected 
M = other structure associated with a matrix 
NAM = Non Asbestos Mineral 
XGB = partly obscured by a grid bar 

Sizing Conversion 
1 length unit = 5 mm on screen = 0.278 micron 

1.80 length units = 0.5 micron 
18.0 length units = 5 microns 

1 width unit = 1 mm on screen = 0.0556 micron 

Jeanne S. Orr 
Nathan DelHierro 
Angela Heitger 
Jonathan Bernard 

35 

30 

TEM Analysts 
Paul D. LoScalzo 
Mark Steiner 
Norberto Zimbleman 
Robert Workman 

TEM Confidence Limits 

5 10 15 
Number of Structures Counted 

20 

Upper and lower 95% confidence tHjunds for the number of structures counted assuming a Poisson distribution. 

File: Shared on server T/Offfomis.sg/Attachment I 
Revised: 12/9/10 



Laboratory name: 

Instrument JEOL 100 CX N 

Voltage (KV) 100 KV 

Maqnification 
[ ( X 

\20KX; 10KX 
Grid opening area 
(mm2) «:;. ' 0.01 ' '• • • 

Scale: 1L = 0.28 um 

Scale: 10 = 0 056 um 
Primary fitter area 
(mm2) . '•• .. 3g5 • 
Secondary Filter Area 
(mm2) 

QATvpe 

ResMvoirs Environmental, Inc. 
TEM Asbastos Structure Count 

aient: 

Sample Type (A=Air, D»Dust>: 
Air volume (L) or dust area 
(cm2) 

Date received bv lab 

Lab Job Number: 

Lab Sample Number 

F-Facfor (Calculation (Indirect Preps Only): 

Fracton of primary KIter used 

Total RMuspension Volume' (mQ 

Volume Applied to secondary filter 
(mO 

Page 1 of. / 

Analyzed by ^ -

Analysis date IT- t\,\ 
Method (D=Direct, NIndirect, 
IA=lndiFect, astied) 
Counting ailes 
(ISO, AHERA. ASTM) A4I-
Grid storaqe location Month Analyzed 

Scope Alignment Date Analyzed 

Grid Grid Opening Structure No of structures ' Dimensions identification Mineral Class 

Sketch/C^omments 

1 = yes, blank = no Grid Grid Opening 
Prin lafy Total Length Width 

identification 

Amphibole c NAM Sketch/C^omments Sketch Photo EDS 

i / V ... 

HH < A , ( kt 11,1 / L I / 
•f-t—i—t— 

(-W-f > % f.f f yii t LLcA '> 
1 "t 

y 

^ , , , 
: 11 

/ / ' 
I 

J 

- • LA = Libby-type amphibole OA = Other (non-Libby type) amphibole C » Chrysotile NAM = Non-asbestos material 
T:\aAaOi.«tATEIM.i» OocsVTElit Count Slwet rav.1-11 jds 



Reservoirs Environmental, Inc. 
Page 1 of. 

Client: 1 
Sample Type (A«Alr. D"Dust); 
Air volume (L) or dust area 
(cm2) J i l l l i l 
Date received by lab HK>W<SPJI if: 

Lab Job Number 

Lab Sample Number 

Fraction of primary llltsr used 

Total Resuspension Volume (mQ 

Volume AppBed.to secondary filter 
(mo 

Analyzed by ••msMMM 
Analysis date 
Method (D>Direct, (^Indirect, 
IA=lndirect. ashed) 
Counting rules 
(ISO. AHERA. ASTM) 

Grid storaqe location Month Anaiyze<l 

Scope Alignment ' DateAnalyziKJ 

Grkl Gild Opening structure No . of structures ' Dimensions Identificatton Mineral Class 

Sketch/Comments 

1 = yes. blank = no Grkl Gild Opening 
•^yP* Prir naty Total Length width 

Identificatton 

Amphitx>le c NAM Sketch/Comments Sketch Photo EDS 

fJD .... 

fd) .... > / ( ' / 
' / 

' 1 

,,,, 

-ft / f ' 

^AA 1 
' \—'— 

A A O 

LA = Libby-type amphibole OA Other (non-Libby type) amphibole C » Chiysotile NAM " Non-asbestos material 
T^QCVjebVTEMMab DcceMEM Count Slwet r«v.1.11.xl> 



Laboratory name: m 
Instnjment life 
Voltaoe (KV) 

Magnification «i 
Grid opening area 
(mm2) 

Scale: 1 L ' 11W m 
Scale: I D ^ "'iiift 

Primary filter area 
(mm2) 

- • 
•• 

Secondary Filter Area 
(mmZ) i i i i 
QAType vi i i i i i l i 

Reservoirs Environmental, Inc. 
TEM Astiestos Structure Count 

Page 1 of. 

Client: IHIHi i 
Sample Type (A=Alr. D«Dust): 
Air volume (L) or dust area 
(cm2) 

Date received by lab 

Lab Job Number 

Lab Sample Number 

F-Factor Calculatton (Indirect Preps Only): 

Fraction of prtmeiy filtsr used 

Total Resuspension Volume (mQ 

Volume AppUed.lo seoondary filter 
(ml) 

Analyzed by 
:'*^jnfiiil 

Analysis date 
Method (D^Direct, ["Indirect, 
lAalndirect. ashed) 
Counting rules 
(ISO, AHERA. ASTM) 

Grid storage kiCatnn Mbrith AnaKied 

Scope Alignment '^'bataXriialyzMl 

Grid Grid Opening Structure No of stmctures Dimensions Identifk^atton Mineral Class 

Sketch/Comments 

1 = ves. blank - no Grid Grid Opening 
• "^yP^ Prin ™ary Total Lenpth Width 

Identifk^atton 

Amphibole c NAM Sketch/Comments Sketch Photo EDS 

f̂f 1 ' ' ' — 

m 
A/p 

7 
1 5 - ; 

'<•• I 1 

PJ-L( 1 ^ , „ 
I 

* f 
.1 

Jl 
1 J' 

A/0 
-

• 

LA = Libby-type amphiboie OA « Other (non-Libby type) amphibole C « Chrysotile NAM = Non-asbestos material 
•nxjAQOUlxrEINjb OoertTEM Count Stieet r»/.1-11 j * 



Voltage (KV) 

Laboratory name: 

Instrument 

Grid opening area 
(mm2) 

Scale: 1L = 

Scale: 1D = 

Secondary Filter Area 
(mm2) 

QAType 

Reservoirs Environmental, Inc. 
TEM Asbestos Structure Count 

aient: 

Sample Type (A«Air. D"Dust): 
Air volume (L) or dust area 
(cm2) •filil . 

Date received by lab 

Lab Job Number « l i i i f 
i . ^ Sample Number 

Fraction of primary filter used 

Total Rasuspenston Volume'(ml) 

Volume AppBed.to secondary filter 
(mD 

Page 1 of. 

Analyzed by 

Analvsis date 
Method (D^Direct, l-lndiiect, 
lA^tndirect, ashed) 
Counting rules 
(ISO. AHERA. ASTM) ~ AM- -
Grkl storaqe location 'i/lontli Analyzed 

Scope Alignment ' • Date Aiialyzecl 

Grid Grid Opening Structure No of structures ' Dimensions Identifteatton Mineral Class 

Sketch/Comments 

1 = ves. blank « no 
Grid Grid Opening 

Prin ̂ Total Length Width 

Identifteatton 

Amphit)ole c NAM Sketch/Comments Sketch Photo EDS • 

ff At^ .... 
^ 1*—H 

-/di../ t ^ C /^/l-t^ S 
( 

7^/f// 

FV^ hfV) 
—4? 

A/0 

LA = Ubby-type amphibole OA = Other (non-Libby type) amphiboie C = Chrysotile NAM = Non-asbestos material 
T:VQAQC«.^TEVN.«b OoesVTEM Court Sheet rav.1-11 j le 



Analytical Procedures - AHERA 

Transmission electron microscopy/energy dispersive X-ray spectrometry/selected area electron diffraction 
(TEM/EDX/SAED) was employed in tlie analysis of the samples, which were collected on 25 mm mixed 
cellulose ester air filters. A portion of each filter was collapsed with acetone and etched in a plasma asher. 
The etched filter was then coated with a thin layer of carbon in a carbon side down. The sample was then 
placed inside a condensation washer and treated with acetone to remove the filter matrix and expose any 
inert material. 

For each sample, enough grid openings on a 200 mesh TEM grid are analyzed to ensure an analytical 
sensitivity of at least 0.005 structures/cc. A minimum of four grid openings from two preparations are 
analyzed for each sample. The grid openings are searched for fibrous structures which, if present are 
analyzed by SAED and/or EDX (elemental analysis). The AHERA protocol requires SAED confirmation 
of enough chrysotile asbestos structures on each sample to cause the sample to exceed 70 structures/mm^ 
(usually 4 or 5 structures). Both SAED and EDX confirmation are required of enough amphibole structures 
on each sample to cause the sample to exceed 70 structures/mm^ (usually 4 or 5 structures) per sample. 
Either SAED or EDX is required for the remaining asbestos structures of either type. The morphology of 
each structure is determined and the length and the diameter of any asbestos structures are recorded. 
Asbestos fibers, bundles, cluster and matrices were identified and recorded. The asbestos structures have 
been defined in AHERA as follows: 

Fiber: is a structure having a minimum length greater than or equal to 0.5 
micron with an aspect ratio of 5:1 or greater with substantially parallel 
sides. 

Bundle: is a structure composed of three or more fibers in parallel arrangement, 
with each fiber closer than the diameter of one fiber. 

* Cluster: is a structure with fibers in random arrangements such that all fibers are 
intermixed and no single fiber is isolated fi-om the group. 

Matrix: is a fiber or fibers with one end free and the other end embedded or 
hidden by a particulate. The exposed fiber end must meet the fiber 
definition given above. 

If more than 50 asbestos structures are identified and confirmed on a sample, AHERA analysis may be 
terminated after completion of the grid opening, which contains the 50' structure. AHERA protocol 
requires the laboratory to reject any clearance sample which contains in excess of 25% total particulate 
loading or which appears to be unevenly loaded. 

The AHERA protocol includes specific sampling requirements, including minimum numbers of samples 
and minimum air volumes. Specifically, the 70 structures/mm^ clearance criteria is only allowed for sets 
five inside samples (collected in a group of 13 samples including: five outsides and three blanks) with 
volumes greater than 1200 liters (40 CFR Part 763, page 41894). Deviation from the AHERA sampling 
protocol may affect the validity of the analytical results. Analysis of samples collected by non-protocol 
methods are not accredited by NVLAP 

Equations Used for Calculations 

Area Analyzed, mm̂  = # GO counted x Average GO Area (mm) 

Concentration, s/cc = # Asbestos Structures x 1 x Eff. Filter Area (mm̂ ) x IL 
# GO Counted Volume (L) Average GO area (mm̂ ) lOOOcc 

Filter loading, s/mm2 = # Asbestos structures 
Area Analyzed (mm̂ ) 

GO = TEM grid opening 

File: Siiared on server T/Offforms.sg/AHERA Procedures 
Revised: 02/27/02 



«-AB Reservoirs En\/iranmental, Inc. 

December 5, 2011 

Eldon Romney 
R & R Environmental 
47 West 9000 South #2 
Sandy UT 84070 

Laboratory Code: 
Subcontract Number 
Laboratory Report: 
Project #/P.O. # 
Project Description: 

RES 
NA 
RES 225287-1 
None Given 
Pacificorp - 3rd West 
Substation 

Dear Customer, 

Reservoirs Environmental, Inc. is an analytical laboratory accredited for the analysis of Industrial Hygiene 
and Environmental matrices by the National Voluntary Laboratory Accreditation Program (NVLAP), Lab 
Code 101896-0 for Transmission Electron Microscopy (TEM) and Polarized Light Microscopy (PLM) 
analysis and the American Industrial Hygiene Association (AIHA), Lab ID 101533 - Accreditation Certificate 
#480 for Phase Contrast Microscopy (PCM) analysis. This laboratory is currently proficient in both 
Proficiency Testing and PAT programs respectively. 

Reservoirs Environmental, Inc. has analyzed the following samples for asbestos content as per your 
request. The analysis has been completed in general accordance with the appropriate methodology as 
stated in the attached analysis table. The results have been submitted to your office. 

RES 225287-1 is the job number assigned to this study. This report is considered highly confidential 
and the sole property of the customer. Reservoirs Environmental, inc. will not discuss any part of this study 
with personnel other than those of the client. The results described in this report only apply to the samples 
analyzed. This report must not be used to claim endorsement of products or analytical results by NVLAP or 
any agency of the U.S. Government. This report shall not be reproduced except in full, without written 
approval from Reservoirs Environmental, Inc. Samples will be disposed of after sixty days unless longer 
storage is requested. If you have any questions about this report, please feel free to call 303-964-1986. 

Sincerely, 

Jeanne Spencer Orr 

President 

P: 303-964-1986 
F: 303-477-4275 

5801 Logan Street Suite 100 Denver, CO 80216 

Page 1 of 2 

1-866-RESI-ENV 
www.reilab.com 



RESERVOIRS ENVIRONIMENTAL, INC. 
NVLAP U b Code 101896.0; TDH: #30.0015 

TABLE I. TEM AIR FILTER SAMPLE DATA AND ANALYTICAL RESULTS 

RES Job Numt>er: 
Client: 
Client Project Numlier / P.O.: 
Client Project Description: 
Date Samples Received: 
Analysis Type: 
Turnaround: 
Date Samples Analyzed: 

RES 225287-1 
R & R Environmental 
None Given 
Pacificorp - 3rd West Substation 
December 2, 2011 
TEM, AHERA 
24 Hour 
December 2, 2011 

Client Lab Area Air Number of Analytical Asbestos Filter 
ID Numt>er. ID Numtter Analyzed Volume Asbestos Sensitivity Concentration Loading 

Sampled Structures 
Detected 

. (mm )̂ (L) (s/cc) (s/cc) (s/mm )̂ 
3W120111-N EM 831449 0.0700 1104 NO 0.0050 BAS BAS 
3W120111-S EM 831450 0.0700 1104 ND 0.0050 BAS BAS 
3W120111-E EM 831451 0.0700 1100 ND 0.0050 BAS BAS 
3W120111-W EM 831452 0.0700 1102 ND 0.0050 BAS BAS 
Blank EM 831453 NA 0 NA — — — 
Blank EM 831454 NA 0 NA — — — 
NA = Not Analyzed 
ND = None Detected 
BAS = Below Analytical Sensitivity 
Average Grid Opening in mm"' =0.010 

Filter Material = Mixed Cellulose Ester 
Filter Diameter = 25 mm 
Effective Filter Area = 385 sq mm 

E H i M E ton ian 
DM. C N . E l i r * 

n. C . US. 

DATAQA 

Page 2 of 2 



Due D a t e : " ^ " ^ ' ' ^ 

Due Time: "SAr^^ 

RES 225287 
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REQUESTED ANALYSIS 
P L M / P C M / j f M ^ . R U S H (Same Day) ^ P R I O R I T Y (Next Day) _ . S T A N D A R D c 

(0 
eo o Air ' B u l k = B 

( R u s h P C M » 2hr, T E M = 6hr.) Z 8 Dusi = D Paint = P 

CHEMISTRY jLABORATORyHQURS^^^ 3 

c»
 P

re
ps

 

D: d 
a: 

Soi l = S Wipe = W 

Metal(9) / Dus t R U S H . 24 hr. .3 -5 Day I d c»
 P

re
ps

 

c 
tJ Drinking Water = D W 

*• 
Prior notification is 

d 
.2 8 

CO 

o 

s 
Waste Water = W W 

C i t m A Q ^ a n 1 T r ? l P 
R U S H _ 5 day .10 day required for RUSH a IS w 

B 
Other = 0 

(uma rounds." CD 
C 

o 
_- CO 8 £ i 1 " A S T M E1792 approved wipe media only" 

O r g a n i c s 24 hr. . 3 day .5 Day _ J 

1 §• 

7
4
0
Q

B
 

a . i 
:'^Aiialysls tunnai-miHds are e'iibjectto laboratory: earople volume'end an not fliiareti'teed. YouiwOI be notiflted :' i I 5 7

4
0
Q

B
 

& s- U . o 
. . I( delay* an a ̂ jipecled; Additional fees.appiy.for jBftMhbure' and hfriidaya f or all analyalA typBSi*-*.. :; •c S = 

III > 1 
O) 
c 

N
IC

S
- 

B
 

le
 V

ol
un

 

te
a
 

<D 

Soeclal InstrucUone: 
E 
V) 

5 CO 
o ? !3 N

IC
S

- 
B

 

le
 V

ol
un

 

te
a
 O 

O 
c 

Date Time 

D
U

S
T

 

i tu 
I E 

#
C

o
n

 

Col lected Col lected EI\/l:flurnber(L;4t>aratorV 

Client s iampteJDnumbei (Sample ID's.triust be: unique 
- J 1!! W s 

tL 

D
U

S
T

 

U l 

S g s ra 

#
C

o
n

 

mm'dd/yy hh/mm a/p Use ;On!y):,-;-::; 

1 ( 2- Q t ( / A- f ? J l / l l \ s 
2 w 9 
3 ~ \ 
4 

• : •„•; 

b •2. 

5 / 3. 
6 4 7 
8 5( ••• 

9 
10 
11 
12 
13 

VALID MATRIX CODES LABNOTES: 
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Attachment I 

Key to Count Sheets 
Count Sheets 

Analytical Procedures 

Structures identifications consist of an Asbestos Type followed by a Structure Type 

Asbestos Type Structure Types 

A = Amosite 
An = Anthophyllite 
C = Chrysotile 
Cr = Crocidolite 
T = Tremolite 

F = Fiber 
B = Bundle 
C = Cluster 
M = Matrix 

ND = no structures detected 
M = other structure associated with a matrix 
NAM = Non Asbestos Mineral 
XGB = partly obscured by a grid bar 

Sizing Conversion 
1 length unit = 5 mm on screen = 0.278 micron 

1.80 length units = 0.5 micron 
18.0 length units = 5 microns 

1 width unit = 1 mm on screen = 0.0556 micron 

Jeanne S. Orr 
Nathan DelHierro 
Angela Heitger 
Jonathan Bernard 

TEM Analysts 
Paul D. LoScalzo 
Mark Steiner 
Norberto Zimbleman 
Robert Workman 

TEM Confidence Limits 

5 10 15 
Number of Structures Counted 

20 

Upper and lower 95% confidence bounds for the number of stmctures counted assuming a Poisson distribution. 

File: Shared on senrer T/OfTfomis.sg/Attachment i 
Revised: 12/9/10 



Laboratoiy n^me: 

Instrument 

VoHage (KV) 

Matinifleation ' 
Gfid opening area 
(mm2) 

Scale: 1L> 

Scale: 10 = 
Primary filter area. 
(mm2) 
Secondary Filter Area 
(mm2) 

QA Type 

REl 

JEOL 100 CX 

100 KV 

OKX 

0.01 

0.28 um 

0.056 um 

385 

Reservoirs Environrnental, Inc. 
TEM Asbestos Structure Count 

Client; 

Sample Tvpe (A=Air, D=Dust):' A: 
Air volume (L) or dust area 
(cm2) 

Date recstved by lab l ^ / z / \ 

Lab Job Number: 

Lab Sample Number: m 
- /*r / 'ZA/" 

Fraction of prlinary filter used 

Total l^esuspension Volume (ml) 

Volume Appfied to secondary Alter 
(ml) 

Page 1 of. 

Analyzed by 

Analysis date 
Method (ODIrect, l^lndirect, 
lA'^lndiract, ashed) 
Counting rules 
(ISO, AHERA, ASTM) 

Grid storage location Month Analyzed 

Scope Alignment Date Analyzed 

. Grid Grid Opening structure 
Type 

No. of structures Dimensions Identification Mineral Class 

Sketch/Comments 

1 = ves, blank = no . Grid Grid Opening structure 
Type 

Primary Total Length Width 

Identification 

Amphibole c NAM Sketch/Comments Sketch Photo £DS 

A PH 
J 

>0 - 3-

- / / 

t 
liliilii 

LA = Libby-type amphibole OA = Other (non-Llbby type) amphibole C = Chiysotile NAM Non-asbestos material 
T:\QAQCVLeI)tTEKrUb DocttTEM Cour« Slwet m .1-11 jds 



Laboratory name: 

Instrument 

Voltage (KV) 

Magnification 
Grid opening area 
(mm2) 

Scale: IL ' 

Scale: 1D = 
Primary filter area 
(mm2) 
Secondary Filter Area 
(mm2) 

QA Type 

REl 

JEOL too CX 

100KV 

OKX 

0.01 

0.28 um 

0.056 um 

385 

Reservoirs Environmental, Inc. 
TEM Asbestos Structure Count 

Client: 

Sample Type (A=Air, D=Dust):' 
Air volume (L) or dust area 
(cm2) 

Date received by lab 

Lab Job Number: 

Lab Sample Number: 

UK 

i\ 

Fraction of primary Utter used 

Total Resuspension Volume (ml) 

Volume Applied to secondary filter 
(ml) 

Page 1 of _ 

Analyzed by 

Analvsis date 
1 2- / z / ) \ 

Method (i3=Direct, l=lndirect, 
IA=lndirect, ashed) Q . 
Counting rules 
(ISO, AHERA. ASTM) AM 
Grkl storaqe location Month Analyzed 

Scope Alignment Date Analyzed 

Grid Grid Opening 
structure 

Type 
No. of Staictures Dimensions Identification Mineral Class 

Sketch/Comments 

1 = yes, blank = no Grid Grid Opening 
structure 

Type 
Primary Total Length Width 

Identification 

Amphibole c NAM Sketch/Comments Sketch Photo EDS Photo 

>f) 
/ I 

'> r^ '1^ 

w ' l , 

V9 

LA = Libby-type amphlbole OA = Other (non-Libby type) amphibole C = Chrysotile NAM = Non-asbestos material 
T:lQAQCtlJtiWEM\L»b OocsMEM Count Sheet rev.l-tl.xij 



Laboratory name: 

Instrument 

Voltage (KV) 

Magnification 
Grid opening area 
(mm2) 

Scale: 1L' 

Scale: 10 = 
Primary filter area-
(mm2) 
Secondary Filter Area 
(mm2) : 

QA Type 

REl 

JEOL 100 CX 

100 KV 

(gOKX^OKX 

0.01 

0.28 um 

0.056 um 

385 

Reservoirs Environmental, Incl 
TEM Asbestos Structure Count 

Client: 

Sample Type (A=Alr, D=Dust):' 
Air volume (L) or dust area . 
(cm2) 

Date received by lab 

Lab Job Number: 

Lab Sample Number: 

F-Factor Calculation (Indirect Preps Only): 

Fraction of primary titter used 

Total ftesuspenslon Volume (ml) 

Vokjme Applied to secondary fUtar 
(ml) 

Page 1 of. 

Analyzed by 

Analysis date 
Method (D°Dlrect, l^lndirect, 
lA^lndlrect, ashed) 
Counting rules 
(ISO, AHERA, ASTM) M l 
Grid storage location Month Analyzed 

Scope Alignment Date Analyzed 

Grid Grid Opening 
Stru<::ture 

Type 
No. of structures Dimensions Identification Mineral Class 

Sketch/Comments 

1 = yes, blank = no Grid Grid Opening 
Stru<::ture 

Type 
Primary Total Length Width 

Identification 

Amphibole C NAM Sketch/Comments Sketch Photo EDS 

-

r3-1 w A ^ / 

Ir 

C3-I V /.> 
r 

• — j ^ — 

0) 
CM -3 

t 

LA = Libby-type amphibole OA - Other (non-Libby type) amphibole C » Chiysotile NAM s Non-asbestos material 
T:>QAQai.al3\TEM\Leb DocttTEM Count Stwet mv.1-11 jds 



Laboratoiy name: 

Instrument 

Voltage (KV) 

Magnification 
Grid opening area 
(mm2) 

Scale; 1L = 

Stale: 10 = 
Primary filter area 
(mm2) 
Secondary Filter Area 
(mm2) 

QA Type 

REl 

JEOL100 CX 

100 KV 

"(goioT'i OKX 

0.01 

0.28 um 

0.055 um 

385 

Reservoirs Environmental, Inc. 
TEMAsbestos Structure Count 

Client: 

Sample Type (A^Air, D=Dust):' A 
Air volume (L) or dust area 
(cm2) 

Date received by lab ( a / z / t 

Lab Job Number. 

Lab Sample Number 

F-Factor Calculation (Indirect Preps Only): 

Fraction of primary Alter lised 

Total (Resuspension Volume (ml) 

Volume Applied to secondary filter 
(ml) • 

Page 1 of. 

Analyzed by 

Analysis date 
1 2- / Z / M 

Method (D=Dlrect l=lndirect, 
lA=lndirect, ashed) Q 
Counting rules 
(ISO, AHERA, ASTM) AM 
Grid storage location Month Analyzed 

Scope Alignment Data Analyzed 

Grid Grid Opening 
structure 

Type 
No. of Structures Dimensions Identification Mineral Class 

Sketch/Comments 

1 = ves. blank = no Grid Grid Opening 
structure 

Type Primary Total Length Width 

Identification 

Amphibole C NAM Sketch/Comments Sketch Photo EDS 

N9 
I 

•NO 
J A 

1^ 
^ 1 

j > ' ^ — 

A ' 

LA = Libby-type amphlbole OA = Other (non-Libby type) amphibole C = Chrysotile NAM 3 Non-asbestos material 
T.VClA(X:̂ LsbVrEWriL>b DocsVTEM t^xmt Sheet tBv.1-1 l.ide 



Analytical Procedures - AHERA 

Transmission electron microscopy/energy dispersive X-ray spectrometry/selected area electron diffraction 
(TEM/EDX/SAED) was employed in the analysis of the samples, which were collected on 25 mm mixed 
cellulose ester air filters. A portion of each filter was collapsed with acetone and etched in a plasma asher. 
The etched filter was then coated with a thin layer of carbon in a carbon side down. The sample was then 
placed inside a condensation washer and treated with acetone to remove the filter matrix and expose any 
inert material. 

For each sample, enough grid openings on a 200 mesh TEM grid are analyzed to ensure an analytical 
sensitivity of at least 0.005 structures/cc. A minimum of four grid openings from two preparations are 
analyzed for each sample. The grid openings are searched for fibrous structures which, if present are 
analyzed by SAED and/or EDX (elemental analysis). The AHERA protocol requires SAED confirmation 
of enough chrysotile asbestos structures on each sample to cause the sample to exceed 70 structures/mm^ 
(usually 4 or 5 structures). Both SAED and EDX confirmation are required of enough amphibole structures 
on each sample to cause the sample to excieed 70 structures/mm^ (usually 4 or 5 structures) per sample. 
Either SAED or EDX is required for the remaining asbestos structures of either type. The morphology of 
each structure is determined and the length and the diameter of any asbestos structures are recorded. 
Asbestos fibers, bundles, cluster and matrices were identified and recorded. The asbestos structures have 
been defined in AHERA as follows: 

Fiber: is a structure having a minimum length greater than or equal to 0.5 
micron with an aspect ratio of 5:1 or greater with substantially parallel 
sides. 

Bundle: is a structure composed of three or more fibers in parallel arrangement, 
with each fiber closer than the diameter of one fiber. 

Cluster: is a structure with fibers in random arrangements such that all fibers are 
intermixed and no single fiber is isolated from the group. 

Matrix: is a fiber or fibers with one end free and the other end embedded or 
hidden by a particulate. The exposed fiber end must meet the fiber 
definition given above. 

If more than 50 asbestos structures are identified and confirmed on a sample, AHERA analysis may be 
terminated after completion of the grid opening, which contains the 50 structure. AHERA protocol 
requires the laboratory to reject any clearance sample which contains in excess of 25% total particulate 
loading or which appears to be unevenly loaded. 

The AHERA protocol includes specific sampling requirements, including minimum numbers of samples 
and minimum air volumes. Specifically, the 70 structures/mm^ clearance criteria is only allowed for sets 
five inside samples (collected in a group of 13 samples including: five outsides and three blanks) with 
volumes greater than 1200 liters (40 CFR Part 763, page 41894). Deviation from the AHERA sampling 
protocol may affect the validity of the analytical results. Analysis of samples collected by non-protocol 
methods are not accredited by NTVLAP 

Equations Used for Calculations 

Area Analyzed, mm̂  = # GO counted x Average GO Area (mm) 

Concentration, s/cc = # Asbestos Structures x I x E f f . Filter Area (mm ) x -JL 
# (Accounted Volume(L) Average CK) area (mm̂ ) lOOOcc 

Filter loading, s/mm2 = # Asbestos structures 
Area Analyzed (mm̂ ) 

GO = TEM grid opening 

File: Shared on server T/Offfomis.sg/AHERA PrtKedures 
Revised: 02/27/02 



Inc. 

December 6, 2011 

David Roskelley 
R & R Environmental 
47 West 9000 South #2 
Sandy UT 84070 

Laboratory Code: 
Subcontract Number 
Laboratory Report: 
Project #/P.O. # 
Project Description: 

RES 
NA 
RES 225393-1 
None Given 
3rd West Sub - RMP 

Dear Customer, 

Reservoirs Environmental, Inc. is an analytical laboratory accredited for the analysis of Industrial Hygiene 
and Environmental matrices by the National Voluntary Laboratory Accreditation Program (NVLAP), Lab 
Code 101896-0 for Transmission Electron Microscopy (TEM) and Polarized Light Microscopy (PLM) 
analysis and the American Industrial Hygiene Association (AIHA), Lab ID 101533 - Accreditation Certificate 
#480 for Phase Contrast Microscopy (PCM) analysis. This laboratory is currently proficient in both 
Proficiency Testing and PAT programs respectively. 

Reservoirs Environmental, Inc. has analyzed the following samples for asbestos content as per your 
request. The analysis has been completed in general accordance vi/lth the appropriate methodology as 
stated in the attached analysis table. The results have been submitted to your office. 

R E S 225393-1 is the job number assigned to this study. This report is considered highly confidential 
and the sole property of the customer. Reservoirs Environmental, Inc. will not discuss any part of this study 
with personnel other than those of the client. The results described in this report only apply to the samples 
analyzed. This report must not be used to claim endorsement of products or analytical results by NVLAP or 
any agency of the U.S. Government. This report shall not be reproduced except in full, without written 
approval from Reservoirs Environmental, Inc. Samples will be disposed of after sixty days unless longer 
storage is requested. If you have any questions about this report, please feel free to call 303-964-1986. 

Sincerely, 

Jeanne Spencer Orr 

President 

P: 303-964-1986 
F: 303-477-4275 

5801 Logan Street, Suite 100 Denver, CO 80216 

Page 1 of 3 

1-866-RESI-ENV 
www.rellab.txim 



RESERVOIRS ENVIRONMENTAL, INC. 
NVLAP l.ab Code 101896.0; TDH: #30^)01$ 

TABLE I. TEM AIR FILTER S A M P L E DATA AND ANALYTICAL R E S U L T S 

RES Job Numl>er: 
Client: 
Client Project Numljer/ P.O. 
Client Project Description: 
Date Samples Received: 
Analysis Type: 
Turnaround: 
Date Samples Analyzed: 

RES 225393-1 
R & R Environmental 
None Given 
3rd West Sub - RMP 
December 5, 2011 
TEM, AHERA 
24 Hour 
December S, 2011 

Client Lab Area Air Number of Analytical Asbestos Filter 
ID Numt>er ID Number Analyzed Volume 

Sampled 
Asbestos 

Structures 
Detected 

Sensitivity Concentration Loading 

(mm^) (L) (s/cc) (s/cc) (s/mm^) 
3W-120211-S EM 832054 0.1000 902 ND 0.0043 BAS BAS 
3W-120211-E EM 832055 0.1000 925 ND 0.0042 BAS BAS 
3W-120211-N EM 832056 0.1000 900 1 0.0043 0.0043 10.0 
3W-120211-W EM 832057 0.1000 155 ND 0.0248 BAS BAS 

NA = Not Analyzed 
ND = None Detected 
BAS = Below Analytical Sensitivity 
Average Grid Opening in mm'' =0.010 

Filter Material = Mixed Cellulose Ester 
Filter Diameter = 25 mm 
Effective Filter Area = 385 sq mm 

D A T A Q A 

Page 2 of 3 



RESERVOIRS ENVIRONMENTAL, INC. 
NVLAP Lab Code 101896.0; TDH: #30.0015 

T A B L E II. SUMMARY OF ANALYTICAL DATA 

RES Job Numl>er: 
Client: 
Client Project Number / P.O.: 
Client Project Description: 
Date Samples Received: 
Analysis Type: 
Turnaround: 
Date Samples Analyzed: 

RES 225393-1 
R & R Environmental 
None Given 
3rd West Sub - RMP 
December 5, 2011 
TEM, AHERA 
24 Hour 
December 5, 2011 

Client Lab Asbestos structures "Exc luded Asbestos 
ID Number ID Numl>er Mineral >5 Microns Structures Structures 

Ast>estos Structure Types* In Lengtti for 
Fibers Bundles Clusters Matrices Concentration 

3W-120211-S EM 832054 ND 0 0 0 0 0 0 0 
3W-120211-E EM 832055 NO 0 0 0 0 0 0 0 
3W-120211-N EM 832056 Chrysotile 0 1 0 0 0 0 1 
3W-120211-W EM 832057 ND 0 0 0 0 0 0 0 

"See Analytical Procedure for definitions 
**C = Excluded from total due to lack of confirmation 
**L = Excluded from total for length less than 0.5 micron (AHERA only) 
" A = Excluded from total due to i nconect aspect ratio 
ND = None Detected 

Page 3 of 3 



Due Date: \ 2. 
Due Time: 

II 

t^t-x/^alrsi En\/^tmnnrwen1:mK, t n c 
SSOILoganStDenver.COa021«>Pti:300964-19e«-Fax30»477-427S • TollPrae:668RESt.Et<V 

Peger: 303-909.2098 
INVOICE TO; (IF DIFFERENT) CONTACT WFORMATION: 

RES 225393 

Company: Contact: 

Add,«,: HI \ j ^0905. Addresx Phooe: ' F'bone: 

Fex; FIX-

Ceft/pa9er 

Pro(« Numter anlibr P.O.»: 

ProlKiOeMitplloiVLocibon: J c A \ ) J g ^ ' > 0 ' ^ -

ASBESTOS LABORATORY HOURS: Weekdays: 7am • Tpm 
PLM/PCM/TEM " RUSH (Same Day) >CCRIORITY (Next Dav^ STANDARD 

(Rush PCM » 2hr, TEM » 6hr.) 

REQUESTED ANALYSIS VALID MATRIX CODES LAB NOTES; 

CHEMISTRY LABORATORY HOURS: Weekdays: Sam r 5pm 

Metal(!))/Du$t 
RCRA 8 / Metals & Welding 
Fume Scan / TCLP 

Organics 

. RUSH 24 hr. 3-5 Day 

RUSH 5 day 10 day 

24 hr. 3 day S Day 

"Prior noMfieeUon is 
required for RUSH 

turnarounde." 

MICROBIOLOGY LABORATORY HOURS: Weekdays: 9am • 6pm 
E.C0II 01$7:H7, Conforms, S.aur»us 
Salmonella, Listeria, E.COII, APC, Y & M 
Mold 

. 24 hr. 2 Day 3-5 Day 

.48Hr. 3-5 Day 

.RUSH 24 Hr 48Hf 3Day. _SDay 
''Ttirnaround times establish s /abonto/y priority, subject to laboratory voluma ant} are not guarantteil. Addltfona) fsss 

apply for aftertiours. weekends and holidays.** 

Special Instructions: 

Cllertt sample ID number (Sample IP's must be unique) 

I 

/Mr = A 
Dust = D 
Soll = S 

Swab = SW 

Drinking Water = DW | Waste Water = WW 

Bun( = B 
Paint = P 
Wlpe = W 
F = Food 

O = Other 
**ASTM ET792 approved wipe ntedla only** 

MICROBIOLOISY 

.2 f 
CL < 

Date 
Collected 
mm/Atfyy 

Time 
Collected 
Wnlmnatji 

E M N u m b e r (Laboratoiy 
Use Only) . 

X A 
*e><5-

3u; -i2o2ai -Vy^ 

10 

Number of samples received: (Additional samples shall be listed on attached long forni.) 
NOTE; REl win analyze Incoming samples bsse^ugonin ĵnnatlon rscejvsd arid will not tM responsible for won or omissions h ceku]aliort& resutting from tha Inaccucacy of originar data. 8y signing diant/company represanlsUve egress that submission of tha foirowlng samptas for lequastsd 
ansFysls as Indicated on thto Ctiagjrf Ctatody shall constitute an aralyHcar aenrices aflfeemenl waf> payment tenns of NET 30 days, faHuielo comply with psyroanl tenns may result in a 1.6% monlhiy inlarast surctisige. 

Relinquished By: 
Laboratory Use O/r^ / , 
Received By: ^ 

Data/Tline: 

Date/Time: I. -2 • ' S •/ / Carrier 
Results: Contact Phone Email Fax Date Time Initials 

Contact Phone Email Fax Date Time Initiala 

Contact Phone ^ a l l fax 

Sample Condition: 
Temp. (P°) 

On Ice 
Yes/No 

Sealed ' 
Ves/No 

(LCt 

v V e i i M o 

Date/"2j:^/r Time 'zS-

Contact Phone Email Fax Date Time 

-Initials'—; 

InHials C 
—1'=*\—>-y o t * - A o • = * ) ^ H 

7-2011 version 1 



Attachment I 

Key to Count Sheets 
Count Sheets 

Analytical Procedures 

Structures identifications consist of an Asbestos Tvpe followed by a Structure Type 

Asbestos Type Structure Types 

A = Amosite 
An = Anthophyllite 
C = Chiysotile 
Cr = Crocidolite 
T = Tremolite 

F = Fiber 
B = Bundle 
C = Cluster 
M = Matrix 

ND = no structures detected 
M = other structure associated with a matrix 
NAM = Non Asbestos Mineral 
XGB = partly obscured by a grid bar 

Sizing Conversion 
1 length unit = 5 mm on screen = 0.278 micron 

1.80 length units = 0.5 micron 
18.0 length units = 5 microns 

1 width unit = 1 mm on screen = 0.0556 micron 

Jeanne S. Orr 
Nathan DelHierro 
Angela Heitger 
Jonathan Bernard 

35 

30 

25 

120 

10 

TEM Analysts 
Paul D. LoScalzo 
Mark Steiner ' 
Norberto Zimbleman 
Robert Workman 

TEM Confldence Limits 

5 10 15 
Number of Structures Counted 

20 

Upper and lower 95% confidence bounds for the number of structures counted assuming a Poisson distribution. 
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Pige 1 O f / 

Laboratory name: REl LAB 

Instrument JEOL 100 CX S 

VoKaqe (KV) 100 KV 

Magnification 20KX 
Grid opening area 
(mnt>2) 0.010 

Scale: 1L = 0.28 um 

Scale: 10 = 0.056 um 
Primary filter area 
(mm2) 385 
Secondary Filter Area 
(mm2) N/A 

QAType NotQA 

Reservoirs Envtronmentai, Inc. 
TEM Asitestoa Structure Count 

Client: 
R & R 

Environmental 

Sample Type (A='Air, 0=Oust): A 
Air voltnne (L) or dust area 
(cmZ) 902 

Date received by lab 12/05/2011 

Lab Job Number: 225393 

Lab Sample Number: 8320S4 

F-Factor Calculation (Indiivct Preps Only): 

Fraction of prima^ filter used 

Total Resuspension Volume (ml) 

Volume Applied to seoondary filler 
(mD 

Analyzed bv n.zimbelman 

Analvsis date 12/05/2011 
Method (OsDirect, (sintfirect, 
IA=lndlrect. ashed) D 
Courting rules 
(ISO,AHERA.AS™) Ahera 

Grid atorage location (Month Ainatyzed 

Scop* Alignment Date Analyzed 

Grid Grid Opening Structure 
Type 

No. of structures Dimensions Identification Mineral Class 

Sketch/Comnients 

1 = ves, blank = no Grid Grid Opening Structure 
Type Prima7 Total Length Width 

Identification 

Amphibole C NAM Sketch/Comnients Sketch Photo EDS 

•k-
•:';';t.':----'-'-.>'S 
i--;i-> Ĵ:fri):>:ii-.4;Ki'-; 

l i l l l i 
£v.!) Ills 

•I i< 
h 

' I'' 
It'*'' i l i i i 

' \ 5b 
LA = Libby-type amphibole OA = Other (non-Libby type) amphlbole C = Chiysotfle N/\M = Noa-asbestos materbl 

C:UJa«strEM.REI-LA6\0etMi)p\IIEM Count Sheet rev.1-1l .xls 



Labofatory name: REl LAB 

Instrument JEOL100CX S 

Volta<ie(KV) 100 KV 

Magnification 20KX 
Grid opening area 
(mm2) 0.010 

Scale: 1L = 0.28 um 

Scale: 10 = 0.056 um 
Primary filter area 
(mm2) 38S 
Secondary Filter Area 
(mm2) N/A 

QATvpe NotQA 

(Reservoirs Environmental, Inc. 
TEM Ast>estos Strveture Count 

ftge 1 of L 

Client: 
R & R 

Envtronmentai 

Sample Type (A=Air, D=Dust); A 
Air volume (L) or dust area 
{cm2) 925 

Date received by lafo 12/05/2011 

Lab Job Number. 225393 

Lab Sample Number. 832055 

F-Facfor Calculation (Indirect Pre PS Only): 

Fraction of primary niter used 

Total Resuspension Volunie (ml) 

Volume Applied to secondary filter 
(mD 

AnalKed by n.zimbelman 

Analysis date 12«)5«011 
ll/lethod (O^Direct, i=>lndirect, 
IA=lndirect, ashed) D 
Courting rules 
(ISO, AHERA. ASTM) Ahera 

Grid storage location AAonth Analyzed 

Scope Alignment Date Analyzed 

Grid Grid Opening Structure 
Type 

No. of Struchjres Dimensions Identification Mineral Ciass 

Sketch/OHTiments 

1 s yes. blank = no Grid Grid Opening Structure 
Type Primary Total Length Width 

Identification 

Amphibole C NAM Sketch/OHTiments Sketch Photo EOS 

it 
'.iff-i i i i 

I ^ i ) 1 S i i i 
• 

{ vi 
k% 
fi 

-r )i- Q.l] S S I 
«̂  J i l i i iS 

^ ^ / ( 
P i i i l f-' y. 

• .. 
\ 

\';i;;i:;;;:«i.;.i)i>; 

LA » Libby-type amphiboie OA " Other (non-Libby type) amphibole C = Chrysotile 
/ 

NAM = Non-asbestos materbl 
aVUseiHrEM.REI-LABUMaMopUlEM Count Sheet rev.l-ll.xla 



Pige 1 of. 

Laboratory name: REIL^B 

Instrument JEOL 100 CX S 

Voltage (KV) 100 KV 

Magnification 20KX 
Grid opening area 
(mm2) 0.010 

Scale: 1L = 0.28 um 

Scale: 1D = 0.056 um 
Primary filter area 
(mm2) 385 
Secondary Filter Area 
(mm2) N/A 

QATvpe NotQA 

Reservoirs Environmental, Inc. 
TEMAsbestos Structure Count 

Client: 
R&R 

Environmental 

Sample Type (A^Air, 0=Dust): A 
Air volume (L) or dust area 
(cm2) 900 

Date received by lab 12«6/2011 

Lab Job Number: 225393 

Lab Sample Ntfnber: 832056 

F-Factor Calculation (Indirect Preps Oniy): 

Fraction of primary fitter used 

Total Resuspetnion Volume (mD 

Voluma Applied to seoondary filter 
(mD 

Analveed bv n.zimbelman 

Analysis date 12/05/2011 
Method (D=Direct, l=lndirect, 
lA-tndiiect, ashed) 0 
Counting rules 
(ISO. AHERA. ASTM) Ahera 

Grid storage location Month Analyzed 

Scope Alignment Date Analyzed 

Grid Grid Opening Structure 
Type 

No. of Structures Dimenstons Identificatton Mineral Class 

Sketch/Comments 

1 = ves, blank = no Grid Grid Opening Structure 
Type 

Primary Total Length Width 

Identificatton 

Amphibole c NAM Sketch/Comments Sketch Photo EDS 

-fr {JJ mm 

5̂  / 1 
î v:ilsT -̂Viu;(-i>?: \ 

) 

LA = L9)by-type amphibole OA °> Other (non-Libby type) amphibole C = Chrysotile 

•A 
NAM = Non-asbestos materal 

C:\Usann'EM.REaAevDmMD|)tlEU Count Stwet rev.l-lt .ri» 



Laboratory name: REl LAB 

(nstniment JEOLIOOCX S 

Voltage (KV) 100 KV 

Magnification 20KX 
Grid opening area 
(mm2) 0.010 

Scale: 1L = 0.28 um 

Scale: 10 = 0.056 um 
Primary filter area 
(mm2) 385 
Secondary Filter Area 
(mm2) N/A 

QAType NotQA 

Reservoirs Environmental, Inc 
TIEM Asbestos Structure Cot/nf 

Client: 
R & R 

Environntentai 

Sampte Type (A'Afr. D=Dusf).- A 
Air volume (L) or dust area 
(cm2) 155 

Date received by lab 12/05/2011 

Lab Job Number 225393 

Lab Sample Number 832057 

F-Factor Calculation (Indirect Pre ps Only): 

Fraction of primary filter used 

Total Resuspension Volume (mQ 

Volume Applied to seoondaiy filter 
(mD 

P»ge 1 of / 

Analvzed by n.zimbelman 

Anahete date 12rt)5«011 
Method (D=Dlrect, l=lnilirect. 
IA=lntlirect ashed) D 
CounUng mles 
(ISO. AHERA, ASTM) /Vhera 

Grid storage location Month Analyzed 

Scope Alignment Date Analyzed 

Grid Grid Opening Structure 
Type 

No. of Structures. Dimensions Identificatton Mineral Class 

Sketch/Comnients 

1 = yes, blank = no Grid Grid Opening Structure 
Type Primary Total Length Width 

Identificatton 

Amphibole c NAM Sketch/Comnients Sketch Photo EDS 

i | nil 
li 

PiliSlSss 

v.;t:.v.!:M;-;fir. 

tc; 

s j i 
l i i l l 

t=kl\ 
S| 

LA = Libby-type amphil)ole OA = Other (non-Libby type) amphibole C = Chrysotilê  y . 
^ / 

NAM = Non-asbestos mater&l 
C:\U«ar«rEM.REI-UBCe«Mop\IEM Count Sheet rev.l-Hjde 



Analytical Procedures - AHERA 

Transmission electron microscopy/energy dispersive X-ray spectrometry/selected area electron diffraction 
(TEM/EDX/SAED) was employed in the analysis of the samples, which were collected on 25 mm mixed 
cellulose ester air filters. A portion of each filter was collapsed with acetone and etched in a plasma asher. 
The etched filter was then coated with a thin layer of carbon in a carbon side down. The sample was then 
placed inside a condensation washer and treated with acetone to remove the filter matrix and expose any 
inert material. 

For each sample, enough grid openings on a 200 mesh TEM grid are analyzed to ensure an analytical 
sensitivity of at least 0.005 structures/cc. A minimum of four grid openings from two preparations are 
analyzed for each sample. The grid openings are searched for fibrous structures which, if present are 
analyzed by SAED and/or EDX (elemental analysis). The AHERA protocol requires SAED confirmation 
of enough chrysotile asbestos structures on each sample to cause the sample to exceed 70 structures/mm^ 
(usually 4 or 5 structures). Both SAED and EDX confirmation are required of enough amphibole structures 
on each sample to cause the sample to exceed 70 structures/mm'̂  (usually 4 or 5 structures) per sample. 
Either SAED or EDX is required for the remaining asbestos structures of either type. The morphology of 
each structure is determined and the length and the diameter of any asbestos structures are recorded. 
Asbestos fibers, bundles, cluster and matrices were identified and recorded. The asbestos structures have 
been defined in AHERA as follows: 

Fiber: is a structure having a minimum length greater than or equal to 0.5 
micron with an aspect ratio of 5:1 or greater with substantially parallel 
sides. 

Bundle: is a structure composed of three or more fibers in parallel arrangement, 
with each fiber closer than the diameter of one fiber. 

Cluster: is a structure with fibers in random arrangements such that all fibers are 
intermixed and no single fiber is isolated from the group. 

Matrix: is a fiber or fibers with one end free and the other end embedded or 
hidden by a particulate. The exposed fiber end must meet the fiber 
definition given above. 

If more than 50 asbestos structures are identified and confirmed on a sample, AHERA analysis may be 
terminated after completion of the grid opening, which contains the 50 structure. AHERA protocol 
requires the laboratory to reject any clearance sample which contains in excess of 25% total particulate 
loading or which appears to be unevenly loaded. 

The AHERA protocol includes specific sampling requirements, including minimum numbers of samples 
and minimum air volumes. Specifically, the 70 structures/mm^ clearance criteria is only allowed for sets 
five inside samples (collected in a group of 13 samples including: five outsides and three blanks) with 
volumes greater than 1200 liters (40 CFR Part 763, page 41894). Deviation from the AHERA sampling 
protocol may affect the validity of the analytical results. Analysis of samples collected by non-protocol 
methods are not accredited by NVLAP 

Equations Used for Calculations 

Area Analyzed, mm̂  = # GO counted x Average GO Area (mm) 

Concentration, s/cc = # Astiestos Structures x 1 x Eff. Filter Area (mm̂ ) x IL 
# GO Counted Volume (L) Average GO area (mm") lOOOcc 

Filter loading, s/mni2 = # Asbestos structures 
Area Analyzed (mm̂ ) 

GO = TEM grid opening 
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